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1 1 Beschreibung des Produkts 
 Mi550 handgehaltener dreiphasiger Netzqualitätsanalysator, der extern mit einer offenen 

Rogowski-Spule oder einem Spannungswandler verbunden ist, kann die Prüfung ohne Demontage 
des Kabels durchführen, vereinfacht die Prüfschritte, spart Baukosten und ist bequemer für die 
technische Prüfung sowie für die Inspektion und Wartung des Verteilungssystems. 

 Unterstützungssysteme für einphasige und dreiphasige Systeme. Es kann mehrere elektrische 
Parameter wie Strom, Spannung, Leistungsfaktor, Leistung, Energie und Netzqualitätsparameter 
einschließlich Oberschwingungen, Unsymmetriegrad, Spannungsschwellung und 
Spannungseinbruch usw. messen. 

 Zusätzlich zur Messfunktion ist das Mi550 mit verschiedenen Aufzeichnungen ausgestattet, wie z. 
B. Wellenformaufzeichnungen und programmierbare Intervallmesswertaufzeichnungen. Zum 
Speichern und Aufzeichnen von Daten ist intern eine 32-GB-Speicherkarte integriert. 

 Mit der Standardkonfiguration der RJ45-Ethernet-Kommunikationsschnittstelle und dem 
Standardprotokoll Modbus TCP ist es mit verschiedenen Konfigurationssystemen kompatibel und 
kann die vom Front-End erfassten elektrischen Parameter in Echtzeit an das Systemdatenzentrum 
übertragen.  

1.1 Allgemeine Parameter 
Tabelle 1-1 Allgemeine Parameter 

Produkt Name 

Modell Nr. Mi550 

Typ Handgerät Dreiphasen-Netzqualitätsanalysator 

Anwendungsbereich 

Anwendungsbereich Leistungsanalyse, Leistungsmessung, Analyse der Netzqualität 

Verdrahtungsmodus 

Verkabelung 

3P4W_4CT 
3P4W_3CT 
3P3W_3CT 
3P3W_2CT 
1P3W 
1P2w 

Stromsensor 
Rogowski-Spule 
Stromzange mit Spannungsausgang 

Zugang zur Spannung 
Direkter Zugang 
Angeschlossen über Spannungswandler 

Speicher 

Typ TF-Karte 

Kapazität 32GB 

Datenexport U-Disk-Export (U-Disk-Datei ist FAT32-System) 

Kommunikation 

Schnittstelle RJ45-Ethernet 

Protokoll Modbus-TCP 

Stromversorgung 

Adaptereingang 5VDC, 2A 
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Batterie Wiederaufladbare Lithium-Batterie, Spezifikation 18650, 2 Stück, Kapazität 
ca. 4000mAh 

Batterie reine 
Betriebszeit ≥6S 

Akkuladezeit (Aus-
Zustand) ≤5S 

Energiesparmodus 
Die Helligkeit der Hintergrundbeleuchtung des Bildschirms ist einstellbar. 
Die automatische Abschaltzeit des Bildschirms ist einstellbar. 

Bildschirm 

Größe 3,97 Zoll 

Typ IPS-Display 

Auflösungsverhältnis 480*800 

Gerät 

Größe 215*130*60mm 

Gewicht 850g 

Umfeld 

Arbeitsumfeld Temperatur-20℃～+55℃, Luftfeuchtigkeit unter 90% RH 

Lagerumfeld Temperatur-40℃～+70℃, Luftfeuchtigkeit unter 95% RH(nicht 
kondensierend) 

Höhenlage ≤2km 

Kategorie der 
Messung CAT III 600V 

IP-Code IP30  
 

1.2 Messparameter 
Tabelle 1-1 Messparameter 

Messdaten in Echtzeit 

Spannung 

Phasenspannung: Phase ABC 
N Spannung Phase gegen Erde 
Netzspannung: UAB, UBC, UCA 
Koeffizient der Spannungsspitze: Phase ABC 
Spannungsspitze: Phase ABC 

Strom 
Phase Strom: Phase ABCN 
Stromspitzenkoeffizient: Phase ABC 
K-Faktor: Phase ABC 

Frequenz Netzfrequenz 

Leistung 
Wirkleistung: Phase ABC und insgesamt  
Blindleistung: Phase ABC und insgesamt 
Scheinleistung: Phase ABC und insgesamt 

Leistungsfaktor Phase ABC und insgesamt 

Fundamentaler harmonischer 
Leistungsfaktor Phase ABC und insgesamt 
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Elektrische Energie 

Wirkenergie: Phase ABC und Gesamt (Import/Export) 
Blindenergie: Phase ABC und Gesamt (Import/Export) 
Scheinenergie: Phase ABC und Gesamt 
CO2-Emissionen 

Harmonische Messdaten 

Spannungsoberschwingungen 

THD (Prozentsatz der gesamten Oberschwingungen), TOHD 
(ungerader Prozentsatz der gesamten Oberschwingungen), TEHD 
(gerader Prozentsatz der gesamten Oberschwingungen), 
Prozentsatz der 1-50sten Oberschwingung der Phase ABC, 
Spannungswert der 1-50sten Oberschwingung der Phase ABC 

Stromoberschwingungen 

THD (Prozentsatz der Oberschwingungen insgesamt), TOHD 
(Prozentsatz der ungeraden Oberschwingungen insgesamt), TEHD 
(Prozentsatz der geraden Oberschwingungen insgesamt), Phase 
ABC 1-50 Oberschwingungen in Prozent, Phase ABC 1-50 
Oberschwingungsstromwert 

Wellenform 

Wellenform der Spannung Spannungswellenform der Phase ABC oder Wellenform der 
Netzspannung UAB, UBC, UCA 

Aktuelle Wellenform Phase ABC Stromwellenform 

Phasenwinkel 

Phasenwinkel der Spannung Phase ABC 

Aktueller Phasenwinkel Phase ABC 

Phasenwinkel zwischen 
Spannung und Strom Phase ABC 

Unsymmetrie 

Unsymmetrie Spannungsunsymmetrie, Stromunsymmetrie 

Bedarf 

Stromnachfrage und 
Spitzenbedarf 

Phase ABC Wirkleistung und Gesamtleistung, Phase ABC 
Blindleistung und Gesamtleistung, Phase ABC Scheinleistung und 
Gesamtleistung 

Aktuelle Nachfrage und 
Spitzenbedarf Phase ABC 

 

1.3 Genauigkeit der Parameter 
Tabelle 1-2 Genauigkeit der Parameter 

Parameter Type Description 

Spannung 

Kanal-
Eingangsspannungsbereich 0-600VAC  

Messbereich 0-600VAC   

Messgenauigkeit 0.2% 

Strom 

Kanal-
Eingangsspannungsbereich 0-420mVAC 

Messbereich Verschiedene Stromsensoren haben 
unterschiedliche Messbereiche 

Messgenauigkeit 0.2%+ Accuracy of current sensor 

Frequenz 
Messbereich 45Hz-65Hz 

Messgenauigkeit ±0.001Hz 
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Leistungsfaktor 
Messbereich -1-+1 

Messgenauigkeit ±0.005 

Leistung 

Genauigkeit der 
Wirkleistung 0.5% 

Genauigkeit der 
Blindleistung 1% 

Genauigkeit der 
Scheinleistung 0.5% 

Energie 

Genauigkeit der 
Wirkenergie 0.5% 

Genauigkeit der 
Blindenergie 1% 

Genauigkeit der 
Scheinenergie 0.5% 

 

1.4 Speicherung von Aufzeichnungen 
Tabelle 1-3 Speicherung von Aufzeichnungen 

Datensatz 

Name des Datensatzes Einstellbar 

Startzeit aufzeichnen Einstellbar 

Dauer der Aufzeichnung Wählbar 

Aufzeichnungsintervall Einstellbar 
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Grunddatensatz 

Phasenspannung 
Netzspannung 
Stromstärke 
Frequenz 
Leistungsfaktor 
Oberschwingungsgrundleistungsfaktor 
Leistung (Wirk-, Blind-, Scheinenergie) 
Wirkenergie (Importenergie, Exportenergie) 
Blindenergie (Importenergie, Exportenergie) 
Scheinenergie 
Spannungsoberschwingungen (Gesamtoberschwingung, ungerade 
Gesamtoberschwingung, gerade Gesamtoberschwingung) 
Stromoberschwingungen (Gesamtoberschwingung, ungerade 
Gesamtoberschwingung, gerade Gesamtoberschwingung) 
Spitze der Phasenspannung 
Scheitelfaktor der Phasenspannung 
Scheitelfaktor des Stroms 
Strom-K-Faktor 
Spannungsunsymmetrie (Gegensystem, Nullsystem) 
Stromunsymmetrie (Gegensystem, Nullsystem) 
Winkel (Phasenspannungswinkel, Phasenstromwinkel, Winkel 
zwischen Spannungen, Winkel zwischen Strömen, Winkel zwischen 
Spannungen und Strömen) 
Max min (Phasenspannung, Netzspannung, Strom, Frequenz, 
Leistungsfaktor, Leistungsfaktor der Grundwellen, Wirkleistung, 
Blindleistung, Scheinleistung) 
Bedarf (Strom, Wirkleistung, Blindleistung, Scheinleistung) 
Spitzennachfrage (Strom, Wirkleistung, Blindleistung, 
Scheinleistung) 
 

Datensatz für 
Spannungsoberschwingungen 

Spannungsoberschwingungen (Gesamtharmonische Verzerrung 
THD, ungerade Gesamtoberschwingung TOHD, gerade 
Gesamtoberschwingung TEHD, prozentualer Anteil der 1-50sten 
Oberschwingung und Spannungswert) 

Aktueller 
Oberschwingungsdatensatz 

Stromoberschwingungen (Gesamtharmonische Verzerrung THD, 
ungerade GesamtharmonischeTOHD, gerade Gesamtharmonische 
TEHD, Prozentsatz und Stromwert der 1-50.) 

Format der Datenspeicherung CSV 

Ereignis-Datensatz [1] 

Aufgezeichnete Daten 

Ereignisart 
Startzeit 
Dauer 
Amplitudenwert 

Format der Datenspeicherung CSV 

Wellenform-Aufzeichnung 

Name des Datensatzes Einstellbar 

Aufzeichnung der Startzeit Einstellbar 

 

[1] Die Ereignisaufzeichnung kann nur durchgeführt werden, wenn die Datenaufzeichnung aktiviert ist. 
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Aufzeichnung der Dauer Einstellbar 

Abtastrate Einstellbar 

Aufgezeichnete Daten 
Phase ABC Spannungswellenform 
Stromkurve der Phase ABC 

Format der Datenspeicherung CSV 
 

2 Verwendung des Produkts 
2.1 Erscheinungsbild des Produkts 
Wie in Abbildung 2-1 dargestellt, verfügt das Analysegerät über eine Handschlaufe an der Seite, mit der 
es leicht mit einer Hand gehalten werden kann. Wenn Sie das Gerät auf einer flachen Tischplatte 
aufstellen möchten, können Sie den Erhöhungsständer hinter dem Analysegerät öffnen. Öffnen Sie die 
Staubschutzabdeckung auf der rechten Seite des Analysegerätes, um die Netzbuchse, die Ethernet-
Datenübertragungsschnittstelle und den USB-Anschluss zu sehen. Das Analysegerät verfügt über zwei 
eingebaute wiederaufladbare Lithiumbatterien des Typs 18650, und die hintere Abdeckung des 
Analysegeräts kann zum Austausch geöffnet werden. 

 
Abbildung 2-1 Aussehen des Produkts 

 

 

2.2 Tastaturfunktion 
Auf der Vorderseite des Analysators befinden sich 13 Tasten, die in folgende Bereiche unterteilt sind, 
wie in der folgenden Abbildung dargestellt: 

Tabelle 2-1 Funktion der Tasten 
Taste Name Funktion 

 Power-Taste Ein- und Ausschalten, Tastatursperre, Entsperrfunktion 

 Pfeiltasten 
Dient zur Seitenumschaltung und Parameterauswahl 

 

 Messenschlüssel Messdaten in Echtzeit, Oberschwingungshistogramm, 
Phasor, Wellenformanzeige 
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Taste Name Funktion 

 Einstellungtaste Einstellen der Parameter des Analysators 

 Aufzeichnentaste Datenaufzeichnung, Ereignisaufzeichnung, 
Wellenformaufzeichnung 

 Bestätigungstaste Bestätigung der Auswahl und des Betriebs 

 
Funktionstasten Funktionale Erweiterungen für verschiedene Seiten 

 

2.3 Einschalten und Ausschalten 

In the shutdown state, press and hold the power button  for 3 seconds to power on the system, 

and enter the boot interface as shown in Figure 2-2. 

 

Figure 2-2 The boot interface 
 

In the power-on state, press the power button  for 3 seconds to enter the shutdown selection 

interface as shown inFigure 2-3, you can choose to shut down, restart or cancel. 

http://www.rogowski.cn/
http://www.rogowski.cn


                                                                                     Mi550 Handheld-Netzqualitätsanalysator  

 8 

 

Figure 2-3 Shutdown interface 
 

2.4 Keyboard locking and unlocking 

When the keyboard is not locked, short press the power key , the keyboard will be locked, and 

the keyboard operation is invalid, as shown in Figure 2-4. 

 

Figure 2-4 Keyboard locked 

When the keyboard is locked, short press the power key , the keyboard will be unlocked, and the 

keyboard operation is effective, as shown in Figure 2-5. 
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Figure 2-5 Keyboard unlocking 
3 Wiring instructions 
3.1 Wiring Requirements 
At the top of the analyzer there are 4 voltage channels, 1 ground channel, and 4 current channels; 4mm 
banana plug interface is used for voltage and grounding channels, and BNC plug interface is used for 
current channels. 

     

3.2 Wiring methods 
The analyzer supports 5 kinds of wiring methods, before connecting the measurement wires, please 
correctly configure the wiring method of the analyzer, see 5.4.1 for the detailed process. The 

Tips 
 Operators must wear safety protective equipment; 

 To ensure safety, please disconnect the power supply system before wiring; 

 Before starting the measurement, the analyzer must be set up according to the 
requirements of the power system line voltage, frequency and wiring configuration to be 
measured;  

 Wiring requirements of current clamp: hang the current clamp on the wires of A, B, C and 
N, and note that the arrow is marked on the clamp to indicate the current flow direction, 
that is, to point to the direction of the load. For single-phase measurement, please use 
port A; 

 oltage clamp wiring requirements: starting from the grounding wire GND, clamp the 
voltage clamp on the corresponding line in the order of GND, N, A, B and C. For single-
phase measurement, please use A, GND, N. note that phase A is the reference phase for 
all measurements. 

http://www.rogowski.cn/
http://www.rogowski.cn


                                                                                     Mi550 Handheld-Netzqualitätsanalysator  

 10 

comparison of wiring methods is shown in the table below: 

Table 3-1 Comparison of three-phase four-wire wiring methods 
Wiring method N-phase current acquisition method 

3P4W_4CT Acquired via sensor 

3P4W_3CT Obtained by calculation 
 

Table 3-2 Comparison of three-phase three-wire wiring methods 
Wiring method Phase B current acquisition method 

3P3W_3CT Acquired via sensor 

3P3W_2CT Obtained by calculation 
  

3.2.1 3P4W_4CT 

A

B

C

N

GND

 

 

 

 

 

 
Figure 3-1 3P4W_4CT 

3.2.2 3P4W_3CT 
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A

B

C

N

GND

 

 

 

 

 

 
Figure 3-2 3P4W_3CT 

3.2.3 3P3W_3CT 

A

B

C

 

 

 

 
Figure 3-3 3P3W_3CT 

 

3.2.4 3P3W_2CT 
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A

B

C

 

 

 

 
Figure 3-4  3P3W_ 2CT 

3.2.5 1P3W 

A

B

N

GND

 

 

 

 

 

Figure 3-5 1P3W 
 

3.2.6 1P2W 
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A

N

GND

 

 

 

 

Figure 3-6 1P2W 
4 Record 
 There is 32GB storage space inside the analyzer, which is used to store data records, event 

records and waveform records. 

 Data records include basic data records, voltage harmonic records and current harmonic records, 
and the file storage format is CSV format. 

 The event record includes event type, start time, duration and amplitude value, and the file storage 
format is CSV format. 

 Waveform record includes real-time waveform data of three-phase voltage and three-phase current, 
and the file storage format is CSV format. 

 All record files can be exported through USB flash disk, and all record files can be deleted through 
the operation interface. 

4.1 Data recorder 
Data records include basic data records, voltage harmonic records and current harmonic records, and 
the file storage format is CSV format. 

The record name, start time, duration and recording interval could be set. 

When get to the set time,  the data starts to be recorded and stops automatically after the recording is 
completed.. 
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Figure 4-1 Data recorder 
 

4.2 Event record 

 

Events include voltage swell, voltage dip, voltage interruptions, frequency events, unbalance events, 
harmonic events, etc. 

The event record will record the event type, start time, duration and amplitude value. The file storage 
format is CSV format. 

Voltage swell and dip are rapid changes of normal voltage. The variation range can be as high as 10 to 
100 times of the voltage. According to the definition of EN61000-4-30, its duration ranges from half a 
cycle to several seconds. The analyzer can set the nominal voltage as the reference value. 

The voltage rises during the swell. In a three-phase system, when the voltage of one or more phases 
rises to the swell threshold, the swell begins; When the voltage of all phases is equal to or less than the 
swell threshold minus hysteresis, the swell stops. The trigger conditions of voltage swell are threshold 
and hysteresis. The swell is characterized by its duration, amplitude and occurrence time. As shown in 
Figure 4-2: 

Warning 
Event recording can only be performed when data recording is enabled! 
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Figure 4-2 Voltage swell 

The voltage drops during the dip. In a three-phase system, when the voltage of one or more phases 
drops to the dip threshold, the dip begins; When the voltage of all phases is equal to or greater than the 
dip threshold plus hysteresis, the dip stops. The trigger conditions of dip are threshold and hysteresis. 
The dip is characterized by its duration, amplitude and occurrence time. As shown in Figure 4-3. 

 

 
Figure 4-3 Voltage dip 

During the interruption, the voltage drops far below the nominal voltage value. In a three-phase system, 
when the voltage of one or more phases drops to the interruption threshold, the interruption begins; 
When the voltage of all phases is equal to or greater than the interruption threshold plus hysteresis, the 
interruption stops. The trigger conditions of interrupt are threshold and hysteresis. Interruption is 
characterized by duration, amplitude and occurrence time. As shown in Figure 4-4. 

REFERENCE
VOLTAGE

HYSTERESIS

THRESHOLD

0 V
magnitude

duration

time

 

Figure 4-4 Voltage interruption 
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4.3 Waveform recording 
 Waveform record includes real-time waveform data of three-phase voltage and three-phase current, 

and the file storage format is CSV format. 

 Record name, start time, sampling rate and duration can be set. 

 When get to the set time, the waveform starts to record and stops automatically after the recording 
is completed.  

 

Figure 4-5 Waveform Recorder 
4.4 Record management 
The records stored by the analyzer can be deleted and exported through U disk (the file system must be 
FAT32). 

 

Figure 4-6 Record management 
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Figure 4-7 Data record 

5 Operation and interface display 
5.1 Function introduction 
The operation interface of the analyzer is divided into three parts, including setup menu, measure menu 
and record menu. The functions of each menu are shown in  

 
Table 5-1. 

 

Figure 5-1 Main interface 
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Table 5-1 Main interface description 
Menu Main functions 

Setup 

Configure the wiring mode of the analyzer 
Voltage and current transformer parameters 
Configure event thresholds 
Configure communication parameters 
Configure user parameters 

Measure 

Display of basic parameters such as voltage, current, power and electric energy 
Voltage and current harmonic percentage and histogram display 
Voltage and current waveform display 
Phasor display 
Unbalance display 
Demand display 

Record 

Basic data recorder 
Waveform Recorder 
Record management (export, delete) 
Storage management (format) 

 

5.2 Screen introduction 
System para

Navigation

Data Display

Status bar

System time

Function key area

 

Figure 5-2 Interface introduction 
The equipment interface is mainly divided into six functional areas: system parameter bar, navigation 
bar, status bar, system time, data display area and function key bar. 

System parameter: display wiring mode, nominal voltage, current sensor type, nominal current and grid 
frequency. 

Navigation bar: displays the location of the current interface and the superior interface. 

Status bar: used to indicate the status of the system. The meaning of each status is shown in the Table 
5-2 Status bar description: 

Table 5-2 Status bar description 
Function Icon Explanation 

Ethernet 
status 

 
No network cable insertion detected, the icon is not to be displayed. 
Network cable insertion detected, unconnected, the icon displays gray. 

 Network cable insertion detected, connected, the icon displays green. 
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Function Icon Explanation 

USB flash disk 
status  

 The USB flash disk is not inserted or unrecognized, and the icon 
is not displayed. 

 The USB flash disk insertion normally startized, the icon displays. 

Waveform 
recording 
status 

 Gray, waveform recording not enabled. 

 Green, waveform recording in progress. 

 Yellow, waveform recording completed 

Data record 
status 

 Gray, data record not enabled 

 Green, data recording in progress 

 Yellow, data recording completed 

Memory card 
status 

 TF abnormal, no TF card or TF card error detected 

 TF card memory is full and needs to be cleaned up. 

 TF card is normal. 

Battery status 

 The battery is low and needs to be charged 

  

  

 

Battery remaining capacity display 

  
 No adapter inserted, the adapter icon is not displayed. 
 Inserting the adapter and charging the battery, the icon displays. 

 

System time bar: displays the current system time. 

Data display area: different pages will have different display contents. 

Function key bar: corresponding to F1-F4 respectively, each page will have different functions. 

 

5.3 Parameter setting interface 

5.3.1 Introduction 
The parameter setting interface is used to configure the wiring mode of the analyzer, voltage and current 
transformer parameters, event threshold, communication parameters, etc. Enter the setting interface 

through the key , The setting interface is shown in Figure 5-3, including power grid parameters, 

system parameters, user parameters and reset. 
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Figure 5-3 Setup Menu 

5.3.2 Key operation 

Press key   or key  to select the parameter to be modified; press key  to 

enter parameter editing, the corresponding data will flash; press key    or key  

to modify the corresponding value; press key  to exit parameter editing, save the modified 

parameters; press key  to exit the current interface. 

 

5.4 Power grid parameter setting 
Power grid parameter settings are used to set wiring mode, power grid frequency, nominal voltage, 
current transformer, voltage transformer, event parameters, alarm settings and demand settings. 
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Figure 5-4 Grid parameters 

5.4.1 Wiring mode setting 
The wiring mode can be configured as: 3P4W_4CT, 3P4W_3CT, 3P3W_3CT, 3P3W_2CT, 1P3W and 
1P2W, the configuration interface is shown in Figure 5-5 Wiring mode configuration. 

 

 

Figure 5-5 Wiring mode configuration 
 

5.4.2 Power grid frequency configuration 
It can be configured as 50Hz or 60Hz, the configuration interface is shown in Figure 5-6 Frequency 
configuration. It needs to be modified according to the actual frequency. 
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Figure 5-6 Frequency configuration 

5.4.3 Nominal voltage setting 
The nominal voltage is the reference voltage for voltage swells and dips, interruptions and overvoltage 
events. The nominal voltage can be set in the range of 1-99999V, the configuration interface is shown in 
Figure 5-7 Nominal voltage configuration. 

 
Figure 5-7 Nominal voltage configuration 

5.4.4 Current transformer setting 
The current transformer configuration interface is used to configure parameters such as sensor type, 
sensitivity, nominal current and transformation ratio. The specific parameter types are shown Table 5-3 
Current transformer parameters: 
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Table 5-3 Current transformer parameters 
Parameter name Explanation 

Sensor type 
Rcoil: Rogowski coil 
CT: Voltage output type CT 

Sensitivity 
When the sensor type is rcoil, the unit is mV/kA@50Hz 
When the sensor type is CT, the unit is mV/A 

Nominal current The unit is A, indicating the nominal current to be measured, range 1-
99999 

Transformation ratio Current conversion ratio, range 0.0001-1000.0 
 

The configuration interface is shown in Figure 5-8 Current transformer configuration. 

 
Figure 5-8 Current transformer configuration 

5.4.5 Voltage transformer setting 
The voltage transformer interface is used to configure the transformation ratio of voltage transformer. 
The configuration interface is shown inFigure 5-9 Voltage transformer configuration. 
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Figure 5-9 Voltage transformer configuration 

5.4.6 Zero drift suppression setting 
The zero drift suppression setting interface is used to configure displaying the minimum current and 
voltage to prevent from value jumping when there is no voltage or current. Relative to the nominal 
voltage, the voltage zero drift suppression percentage can be set in the range of 0%~10%; Relative to 
the nominal current, the current zero drift suppression percentage can be set in the range of 0%~10%;  

The configuration interface is shown inFigure 5-10 Zero drift suppression setting. 

 
Figure 5-10 Zero drift suppression setting 

5.4.7 Harmonic calculation threshold setting 
The harmonic calculation threshold setting interface is used to configure the minimum voltage and 
current value of voltage and current FFT operation. When the voltage or current is less than the 
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harmonic calculation threshold, harmonic calculation will not be carried out. The voltage threshold 
percentage is relative to the nominal voltage and the current threshold percentage is relative to the 
nominal current. The settable range is 0%-10%. 

The configuration interface is shown in Figure 5-11 Harmonic calculation threshold setting. 

 

Figure 5-11 Harmonic calculation threshold setting 

5.4.8 Event parameter setting 
Event parameters are used to configure the thresholds of multiple electric energy parameters, 
Configurable event parameters are shown in Table 5-4 Event parameter list: 

Table 5-4 Event parameter list 
Parameter name Setting range Default value Remarks 

Voltage swell threshold(%) 105.0~140.0 110.0 Nominal voltage as reference 

Voltage swell hysteresis 
value(%) 1.0~6.0 2.0 Nominal voltage as reference 

Voltage dip threshold(%) 75.0~95.0 90.0 Nominal voltage as reference 

Voltage dip hysteresis 
value(%) 1.0~6.0 2.0 Nominal voltage as reference 

Voltage interruption 
threshold(%) 1.0~10.0 5.0 Nominal voltage as reference 

Voltage interruption 
hysteresis value(%) 1.0~6.0 2.0 Nominal voltage as reference 

Overfrequency 
threshold(%) 100.1~120.0 101.0 Nominal frequency as 

reference 

Low frequency 
threshold(%) 50.0~99.9 99.0 Nominal frequency as 

reference 

Overvoltage threshold(%) 101.00~200.00 110.00 Nominal voltage as reference 

Low voltage threshold(%) 1.00~99.00 90.00 Nominal voltage as reference 

Overcurrent threshold(%) 101.00~200.00 110.00 Nominal current as reference 
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Low current threshold(%) 1.00~99.00 90.00 Nominal current as reference 

Voltage unbalance degree 
threshold(%) 0.01~99.99 4.00  

Current unbalance degree 
threshold(%) 0.01~99.99 10.00  

Voltage total harmonic 
threshold(%) 0.01~99.99 5.00  

Voltage even harmonic 
threshold(%) 0.01~99.99 5.00  

Voltage odd harmonic 
threshold(%) 0.01~99.99 5.00  

Current total harmonic 
threshold(%) 0.01~99.99 5.00  

Current even harmonic 
threshold(%) 0.01~99.99 5.00  

Current odd harmonic 
threshold(%) 0.01~99.99 5.00  

 

The configuration interface is shown Figure 5-12 Event parameter configuration. 

 
Figure 5-12 Event parameter configuration 

5.4.9 Demand setting 
The demand setting interface is used to configure parameters such as demand calculation method and 
calculation interval. The specific parameter types are shown in Table 5-5 Demand parameters: 

Table 5-5 Demand parameters 
Parameter name Remarks 

Calculation method 
Fixed: update the demand according to the calculation interval 
Sliding type: update the demand once a minute 

Calculation interval 
Unit: minutes 
Range: 1-60 
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The configuration interface is shown in Figure 5-13 Demand setting. 

 
Figure 5-13 Demand setting 

 

5.4.10 CO2 Emission factor setting 
The CO2 emission factor setting interface is used to calculate the CO2 emission corresponding to the 
current electric energy consumption, and the setting range is 0~9999.99.  

The configuration interface is shown inFigure 5-14 CO2 Emission factor setting. 

 

Figure 5-14 CO2 Emission factor setting 

5.4.11 K-factor parameter setting 
The analyzer supports two K-factor calculation formulas, US (United States) and EU (Europe), where the EU 
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(Europe) calculation method supports modification of parameters e and q. 

Parameter e modifiable range: 0.00~0.20 

Parameter q modifiable range: 1.00~2.00 

The configuration interface is shown inFigure 5-15 K-factor para setting. 

 
Figure 5-15 K-factor para setting 

5.5 System parameter setting 
System parameter settings are used for system information viewing, communication settings, clock 
settings, screen settings, keyboard settings and language settings. 

 

Figure 5-16 System parameter 
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5.5.1 System information 
The system information displays the equipment model, serial number, firmware version number, 
hardware version number and Ethernet parameters. 

 

Figure 5-17 System information 

5.5.2 Communication settings 
Communication settings are used to set Ethernet communication parameters and Modbus TCP 
communication parameters. 

 

 

Figure 5-18 Communication settings 
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Ethernet parameter settings are used to set the IP acquisition method. Automatic IP acquisition is 
disabled by default, and the default IP is 192.168.1.55. 

 

Figue 5-19 Ethernet settings 
Modbus TCP communication parameters are used to set whether it is enabled and the communication 
port number. 

 

Figure 5-20 Modbus-TCP setting 

5.5.3 Clock setting 

Clock setting is used to set the display format of the date, as well as calibration time. 

The date display format can be set to: yyyy/mm/dd,mm/dd/yyyy,dd/mm/yyyy. 
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Figure 5-21 Clock setting 

5.5.4 Screen setting 

Screen setting is used to set the backlight brightness and screen rest time of the screen. 

The screen backlight brightness can be set to: 1, 2, 3, 4, 5. 

The automatic dormant screen can be set as: disabled, 1 minute, 5 minutes, 10 minutes, 30 minutes. 
When it is set as disabled, the screen is always on; when it is set to non disabled, the screen will be 
automatically dormant when there is no key operation after the set time.  

 

Figure 5-22 Screen setting 

5.5.5 Keyboard setting 
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Keyboard setting is used to set the keyboard tone and key automatic locking. 

When the keyboard tone is set to enabled, press the key and the buzzer will sound. 

The automatic locking of the keyboard can be set as: disabled, 1 minute, 2 minutes, 3 minutes, 4 
minutes and 5 minutes. When it is set as disabled, the keys do not lock automatically; when it is set to 
non disabled, if there is no key operation after the set time, the key will be locked. 

 

Figure 5-23 Keyboard setting 

5.5.6 Language setting 

Language setting is used to set language of the interface displayed. 

The languages that can be set are: Chinese (Simplified), English, Chinese (traditional), French, Russian, 
Spanish and Portuguese. 
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Figure 5-24 Language setting 
5.6 User parameter setting 
User parameter settings are used for setting user information, phase sequence name and phase 
sequence color. 

 

Figure 5-25 User parameter setting 

5.6.1 User information setting 
The user information interface is used to set the user name and location information, which is stored in 
the record file. 

Press key   or key  to select the parameter to be modified; press key  to 
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enter parameter editing. 

 

 

Figure 5-26 User information setting 
 

 

In the user name modification interface, press key     or key  to select the data 

to be entered; press key  to confirm the input. 

Press  to exit the current interface. 

 

http://www.rogowski.cn/
http://www.rogowski.cn


                                                                                     Mi550 Handheld-Netzqualitätsanalysator  

 35 

5.6.2 Phase sequence name setting 

The phase sequence name interface is used to set the phase sequence as ABC or L1L2L3.  

The phase sequence name is used to display the phase sequence of the measurement interface.  

 

Figure 5-27 Phase sequence name setting 

5.6.3 Phase sequence color setting 

The phase sequence color interface is used to set the color of phase sequence. The standards are 
divided into Chinese standards, American standards, IEC standards and user-defined. 

Chinese standards, American standards, IEC standards: the phase sequence color is fixed and cannot 
be modified. 

User-defined: the phase sequence color can be customized and modified. Press key  ,to 

select the phase sequence to be modified; press key  to select the color. 

Press  to exit the current interface. 
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Fiture 5-28 Phase sequence color setting 
 

 

Figure 5-29 Phase sequence color customization 
5.7 Reset 

The reset interface includes restoring factory settings, resetting electric energy, and resetting the peak 
demand. 

Press the key   to select the type to reset; Press the key  to confirm the selection. 
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Figure 5-30 Reset interface 
 

 

Figure 5-31 Operation confirmation interface 
 

5.8 Measurement interface 

5.8.1 Introduction 
The measurement interface is used to display voltage, current, power, electric energy, harmonic, 

waveform, vector diagram, unbalance degreee, demand, etc. Press the key  to enter the 

measurement interface, it is shown inFigure 5-32 Measurement interface. 
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Figure 5-32 Measurement interface 

5.8.2 Key operation 

Press the key   to select the data to view or page up and down; press the key  to 

enter the data view interface; press  to exit the current interface. 

5.9 Voltage and current 

The voltage and current interface is used to view the effective value of phase voltage, peak coefficient 
CF, peak PK, grid frequency, line voltage, current effective value, current peak coefficient CF and 
current K coefficient KF. 

 

Figure 5-33 Voltage and current 
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5.10 Power 

The power interface is used to check the active power P, reactive power Q, apparent power S, power 
factor PF and fundamental power factor DPF. 

 

Figure 5-34 Power 
5.11 Energy 

The energy interface is used to view the active positive energy EP_ Imp, active reverse energy EP_ Exp, 
reactive positive energy EQ_ Imp, reactive reverse energy EQ_ Exp, apparent energy ES and CO2 
emissions. 

 

Figure 5-35 Energy 
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5.12 Harmonic 

The harmonic interface is used to view the total harmonic of voltage and current, the value of 1st-50th 
harmonic, and the histogram. 

The key is used to switch whether the current page is a histogram display page or a numerical 

display page. On the histogram page,  the key  is used to switch the voltage and current display, 

the key  is used to to switch the displayed phase. 

 the key is used to move the cursor and display the current harmonic percentage. 

 the key is used for scaling the histogram. 

 

Figure 5-36 Harmonic histogram display 
On the numerical value page, the key  is used to switch the voltage and current display. The key 

 to switch the harmonic percentage and harmonic value display. 

 is used for page turning display. 
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Figure 5-37 Harmonic value display 
5.13 Waveform 

The waveform interface is used to view the waveform of three-phase voltage and three-phase current. 

The waveform interface has two coordinate axes. The left coordinate axis represents the voltage value 
and the right coordinate axis represents the current value. 

 The key is used to select whether the waveform is refreshed. When it is "hold", the waveform 

data will not be refreshed. 

 The key is used to select the phase currently displayed. 

 The key is used to select whether to display voltage waveform, current waveform or both. 

 The key is used to scale the waveform display. 

 

Figure 5-38 Voltage and current waveform display 
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Figure 5-39 voltage waveform display 
 

5.14 Phasor 

The phasor interface is used to display the angular dependence and value between voltage and current. 

The vector diagram takes phase A voltage as a reference. 

Solid arrows are voltage vectors and hollow arrows are current vectors. 

 

Figure 5-40 Vector diagram display 
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5.15 Unbalance 

The unbalance interface is used to display the unbalance of negative sequence and zero sequence  of 
voltage and current. 

 

Figure 5-41 Unbalance degree display 
5.16 Demand 

The demand interface is used to display the current and power demand and the peak demand. 

 The key is used to switch the display of current demand and peak demand.  

 The key is used for page turning display. 

 

Figure 5-42 Current demand 
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Figure 5-43 Peak demand 
 

5.17 Recording interface 

5.17.1 Introduction 

The recording interface is used for data recording, waveform recording, record management, storage 

management, etc. Through the key  to enter the recording interface. The recording interface is 

shown inFigure 5-44 Recording interface. 

 

Figure 5-44 Recording interface 
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5.17.2 Key operation 

Press the key   or  to elect the parameter to be modified; press the key  

to enter parameter editing, the corresponding data will flash; press the key   or 

 to modify the corresponding value; press the key  to exit parameter editing, save modified 

parameters; press  to exit the current interface. 

 

5.18 Data recorder 

Data recorder is used to record basic data, voltage harmonic data and current harmonic data. 

Record name: used to set the name of the record file. The maximum length is 20. The record file name 
will automatically include the record starting time. 

Start time: used to set when recording starts.When pressing the key  to start recording, if the start 

time is less than the current time +10 seconds, the start time will be automatically modified to the current 
time +10 seconds.  

Duration: used to set the duration of recording, which can be set to 
1h\2h\4h\8h\16h\24h\2d\7d\30d\3mo\6mo\ 

12mo\Max, Max means recording all the time. 

Recording interval (s): used to set how often to record. The default is 60s, the minimum is 5s, and the 
maximum is 9999s. 

 

 

Figure 5-45 Data recorder 
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5.19 Waveform Recorder 

Waveform Recorder is used to collect current voltage and current waveform at fixed time. 

Record name: used to set the name of the record file. The maximum length is 20. The record file name 
will automatically include the record starting time. 

Start time: used to set when recording starts. When pressing the key  to start recording, if the start 

time is less than the current time +10 seconds, the start time will be automatically modified to the current 
time +10 seconds. 

Sampling rate (kHz): used to set the sampling rate of waveform, which can be set to 1\2\4\8, and the 
corresponding maximum sampling duration is: 40s\20s\10s\5s. 

Duration (s): used to set the waveform recording length. The maximum duration that can be set is 
different for different sampling rates. 
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Figure 5-46 Waveform Recorder 
 

 

5.20 Record management 

Records management is used to export and delete records. 

Record management includes basic data records, voltage harmonic records, current harmonic records, 
event records, waveform records, etc. 
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Figure 5-47 Record management 
 The key is used to export the currently selected record. You must insert a USB flash disk before 

exporting the record, otherwise you cannot export data 

 

Figure 5-48 Basic data record export 
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Figure 5-49 USB flash disk detection 
 The key to delete the currently selected record. 

 

Figure 5-50 Delete current record 
 The key is used to delete all records. 
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Figure 5-51 Delete all records 
 

5.21 Storage capacity 

Storage capacity is used to view the internal storage space usage and memory format. 

 

Figure 5-52 Storage capacity 
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Figure 5-53 Format 
 

6 Modbus Communication 
Communication 

Communication 
interface RJ45-Ethernet 

Communication 
protocol Modbus-TCP/IP 

 

The analyzer is equipped with a standard RJ45 Ethernet communication interface, which can be used 
for Modbus TCP / IP communication, and adopting standard communication protocol Modbus TCP / IP. 

Before Modbus TCP communication, the following parameters need to be set through the interface of 
the analyzer: 

Parameter Effective value Default value 

IP address - 192.168.1.55 

Subnet mask - 255.255.255.0 

Gateway address - 192.168.1.1 

Modbus protocol port number - 502 

6.1 Modbus-TCP/IP data frame 
When transmitted over TCP / IP Ethernet, Modbus TCP / IP data frame includes 3 parts: packet header, 
function code and data. 
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MBAP packet header (MBAP,Modbus Application Protocol,Modbus application Protocol) is divided into 
4 fields with 7 bytes in total. 

MBAPpacket header 
Field Length Description Client Server 
Transaction 
meta identifier 2 bytes 

MODBUS ID of the 
request / response 
transaction 

Client startup The server replicates from 
the received request. 

Protocol 
identifier 2 bytes 0=MODBUS Protocol Client startup The server replicates from 

the received request. 

Length 2 bytes Number of bytes Client 
startup(request) Server (response) start 

Unit identifier 1 byte 

Identification code of 
remote slave station 
connected on serial 
link or other bus 

Client startup The server replicates from 
the received request. 

 

The packet header is 7 bytes length: 

 Transaction identifier: used for transaction pairing. In response, the Modbus server copies the 
transaction identifier of the request. 

 Protocol identifier: used for multiplexing in the system. The Modbus protocol is identified by a value 
of 0. 

 Length: the length field is the number of bytes of the next field, including unit identifier and data 
field. 

 Unit identifier: this field is used for intra system routing. It is specially used for TCP-IP network and 
MODBUS string over Ethernet. 

 The gateway between row links communicates with the slave station of Modbus or MODBUS + 
serial link.  Modbus client is set in the request. 

 This field. In the response, the server must return this field with the same value. 

 PDU includes two parts: function code and data. Function code is used to distinguish functions, 
and data is used to explain specific meanings. 

Function code Data 

8-Bits N×8-Bits 
 

Function codes are used to indicate how the analyzer processes the instruction. The following table 
shows the available function codes and their descriptions. 

Function code Name of function 
code Function Remarks 

Decimal 
system 

Hexadeci
mal    

MBAP packet header Function code Data 
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Function code Name of function 
code Function Remarks 

3 03H Read holding register Used to read analyzer’s 
parameters  

16 10H Write multiple 
registers 

Used to configure analyzer 
parameters  

 

6.2 Modbus-TCP/IP Function code operation instructions 

6.2.1 Function code(0x03=3)operation instructions 
The function code (0x03=3) is used to read the parameters of the analyzer register. Its request data and 
return data format are as follows: 

Request data format: 

Serial 
No. Name Type Range (Decimal) Description 

1 Transaction unit ID UInt16  High byte first (sending 
sequence) 

2 Protocol identifier UInt16 0=MODBUS High byte first (sending 
sequence) 

3 Data byte length UInt16  High byte first (sending 
sequence) 

4 Unit identifier UInt8   

5 Function code UInt8 3  

6 The beginning register 
address UInt16 - High byte first (sending 

sequence) 

7 Number of registers UInt16 1-125 High byte first (sending 
sequence) 

 

Return data format: 

For instance: 

Serial 
No. Name Type Range (Decimal) Description 

1 Transaction unit ID UInt16  High byte first (sending 
sequence) 

2 Protocol identifier UInt16 0=MODBUS High byte first (sending 
sequence) 

3 Data byte length UInt16  High byte first (sending 
sequence) 

4 Unit identifier UInt8   

5 Function code UInt8 3  

6 Read register bytes UInt8 - Read the number of 
registers*2 

7 Value of register 1   - High byte first 

8 …   - High byte first 

9 Value of register n   - High byte first 

http://www.rogowski.cn/
http://www.rogowski.cn


                                                                                     Mi550 Handheld-Netzqualitätsanalysator  

 54 

Read the voltage values of A, B and C (the starting address of the voltage register is 1010) 

Serial 
No. Name Type Range (Decimal) Range (HEX) Description 

1 Transaction unit ID UInt16 0 0000  

2 Protocol identifier UInt16 0 0000  

3 Data byte length UInt16 6 0006  

4 Unit identifier UInt8 1 01  

5 Function code UInt8 3 03  

6 The beginning 
register address UInt16 1010 03F2  

7 Number of registers UInt16 6 0006  
 

The sequence for sending the bytes of TCP / IP packets is as follows: 

00 00 00 00 00 06 01 03 03 F2 00 06 

Return data: 

00 00 00 00 00 0F 01 03 0C 43 5C 00 00 43 5C 00 00 43 5C 00 00 

 

6.2.2 Function code(0x10=16)operating instructions 
Can use the function code (0x10=16) to write instructions to the analyzer and configure the analyzer 
parameters. 

Analyzer parameter configuration can only be configured by writing the corresponding data to the 
"configurating instruction register", that is, writing the corresponding data to the address starting from 
300 to configure the corresponding parameters. 

Configuration results: 

The configuration results can be read through registers 424 and 425. 

Register 
address Conten Size (16 bits) Data (example) 

424 Configuration instruction 
code  1 1001 (set time) 

Serial 
No. Name Type Hexadecimal Decimal system 

1 Transaction unit ID UInt16 0000 0 

2 Protocol identifier UInt16 0000 0 

3 Data byte length UInt16 0006 6 

4 Unit identifier UInt8 01 1 

5 Function code UInt8 03 3 

6 Read register bytes UInt8 0C 12 

7 Phase A voltage  float32 435C0000 220V 

8 Phase B voltage float32 435C0000 220V 

9 Phase C voltage float32 435C0000 220V 
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Register 
address Conten Size (16 bits) Data (example) 

425 Result 1 

0 = valid operation 
80 = invalid instruction code 
81 = invalid instruction parameter 
82 = number of invalid instruction 
parameters 
83= operation not executed 

The request and return data format of Modbus TCP is as follows: 

Request data format: 

Return data format: 

Attention! 

The function code (0x10=16) can only write data to the "configuration instruction register", that is, it can 
only write data to the register starting from address 300. 

Serial 
No. Name Type Range Description 

1 Transaction unit ID UInt16  High byte first (sending 
sequence) 

2 Protocol identifier UInt16 0=MODBUS High byte first (sending 
sequence) 

3 Data byte length UInt16  High byte first (sending 
sequence) 

4 Unit identifier UInt8   

5 Function code UInt8 16  

6 Register start address UInt16 300 High byte first (sending 
sequence) 

7 Number of registers UInt16 1-123 High byte first (sending 
sequence) 

8 Number of register 
bytes UInt8  Number of registers *2 

9 Written value of 
register 1 UInt16 - High byte first (sending 

sequence) 

10 … UInt16 - High byte first (sending 
sequence) 

11 Written value of 
register n  UInt16 - High byte first (sending 

sequence) 

Serial No. Name Type Range Description 

1 Transaction unit ID UInt16  High byte first (sending 
sequence) 

2 Protocol identifier UInt16 0=MODBUS High byte first (sending 
sequence) 

3 Data byte length UInt16  High byte first (sending 
sequence) 

4 Unit identifier UInt8   

5 Function code UInt8 16  

6 Register start address UInt16 300 High byte first 

7 Number of registers UInt16 1-123 High byte first 
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For example: 

Configure the analyzer time (command =1200, set to: 2022-7-1 12:23:25). 

Serial 
No. Name Type Value 

(Decimal) Value (HEX) Description 

1 Transaction unit ID UInt16 0 0000  

2 Protocol identifier UInt16 0 0000  

3 Data byte length UInt16 21 0015  

4 Unit identifier UInt8 1 01  

5 Function code UInt8 16 10  

6 The beginning 
register address UInt16 300 012C Write register start 

address 300 

7 Number of 
registers UInt16 7 0007  

8 Number of register 
bytes UInt8 14 0E  

9 Register 300 
written value UInt16 1200 04B0 Set time instruction 

1200 

10 Register 301 
written value UInt16 2022 07E6 Year=2022 

11 Register 302 
written value UInt16 7 0007 Month=7 

12 Register 303 
written value UInt16 1 0001 Date=1 

13 Register 304 
written value UInt16 12 000C Hour=12 

14 Register 305 
written value UInt16 23 0017 Minute=23 

15 Register 306 
written value UInt16 25 0019 Second=25 

The sequence for sending bytes of TCP/IP packets is as follows: 

00 00 00 00 00 15 01 10 01 2C 00 07 0E 04 B0 07 E6 00 07 00 01 00 0C 00 17 00 19 
If the configuration data is correct, will return to the following data: 

00 00 00 00 00 06 01 10 01 2C 00 07 

Serial 
No. Name Type Range (HEX) Range (Decimal) 

1 Transaction unit ID UInt16 0000 0 

2 Protocol identifier UInt16 0000 0 

3 Data byte length UInt16 0006 6 

4 Unit identifier UInt8 01 1 

5 Function code UInt8 10 16 

6 The beginning 
register address UInt16 012C 300 

7 Number of registers UInt16 0007 7 
 

6.2.3 Error response 
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Error response data format: 

Serial 
No. Name Type Decimal Hexadecimal Description 

1 Transaction unit ID UInt16 0 0  

2 Protocol identifier UInt16 0 0  

3 Data byte length UInt16 3 0003  

4 Unit identifier UInt8 1 01  

5 Function code UInt8 
(128+3) 
(128+16) 

(0x80+0x03) 
(0x80+0x10) 

  

6 Error code UInt8      
Modbus Error code: 

Code 
(HEX) 

Name Meaning 

0x01 Illegal function code The function code supported by the analyzer is not 
used. 

0x02 Illegal data address The register data written or read is not a supported 
address range. 

0x03 Illegal data value The data value written to the register does not 
meet the requirements. 

0x04 Analyzer error An unknown error occurred 

6.3 Data type table 
Type Description Range 

UInt16 Unsigned 16 bits integer 0~65535 

Int16 Signed 16 bits integer -32768~+32767 

UInt32 Unsigned 32-bit integer 0~4294967295 

UInt64 Unsigned 64 bits integer 0~18446744073709551615 

Int64 Signed 64 bits integer -9223372036854775808 ~ 9223372036854775808 

UTF8 8-bit UTF code Multibyte Unicode encoding 

Float32 32-bit floating point Standard IEEE floating point data (single precision) 

Date Time Time type - 

IPaddr IP address  
 

Date Time format 

Word 
Bit 

15 14 13 12 11 10 9 8 7 6 5 4 3 2 1 0 

1 Year(2000–2099) 

2 Month (1–12) Date (1–31) 

3 Hour (0–23) Minute (0–59) 

4 Millisecond (0–59999) 
 

 

IPaddr format 
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Byte 
Position 

15 14 13 12 11 10 9 8 7 6 5 4 3 2 1 0 

1 addr1(0–255) addr2(0–255) 

2 addr3(0–255) addr4(0–255) 
 

For instance: 192.168.1.5 

Byte 
Position 

15 14 13 12 11 10 9 8 7 6 5 4 3 2 1 0 

1 192 168 

2 1 55 
 

6.4 List of configuration instructions 

6.4.1 System parameter setting 

Instruction 
code Operation Size Type Unit 

Range 
(Decimal) 

Description 

1001 

W 1 UInt16 - 0,1,2,3,4,5 

Wiring mode 
0=3P4W_4CT 
1=3P4W_3CT 
2=3P3W_3CT 
3=3P3W_2CT 
4=1P3W 
5=1P2W 

W 1 UInt16 Hz 50,60 Grid frequency 

W 2 UInt32 V 1-99999 Nominal voltage 
 

6.4.2 Parameter setting of  phase ABC current transformer 

Instruction 
code Operation Size Type Unit 

Range 
(Decimal) 

Description 

1002 

W 1 UInt16 - 0,1 

Phase ABC current 
access mode 
0 = Rogowski coil access 
1 = CT access 

W 2 UInt32 
mV/k
A@5
0Hz 

1-99999 
Phase ABC Rogowski coil 
sensitivity 
=Actual value*100 

W 2 UInt32 A 1-99999 Nominal current of phase 
ABC Rogowski coil 

W 2 UInt32 - 1-99999999 

Current transformation 
ratio of phase ABC 
Rogowski coil 
=Actual transformation 
ratio *10000 

W 2 UInt32 mV/A 1-999999 CT sensitivity of phase 
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Instruction 
code Operation Size Type Unit 

Range 
(Decimal) 

Description 

ABC 
=Actual value *100 

W 2 UInt32 A 1-999999 CT nominal current of 
phase ABC 

W 2 UInt32 - 1-99999999 

CT current transformation 
ratio of phase ABC 
= Actual transformation 
ratio *10000 

 

6.4.3 Parameter setting of N-phase current transformer 

Instruction 
code Operation Size Type Unit 

Range 
(Decimal) 

Description 

1003 

W 1 UInt16 - 0,1 

N-phase current access 
mode 
0 = Rogowski coil access 
1 = CT access 

W 2 UInt32 
mV/k
A@5
0Hz 

1-99999 
N-phase Rogowski coil 
sensitivity 
=Actual value*100 

W 2 UInt32 A 1-99999 Nominal current of N-
phase Rogowski coil 

W 2 UInt32 - 1-99999999 

Current transformation 
ratio of N-phase Rogowski 
coil 
 
=Actual transformation 
ratio *10000 

W 2 UInt32 mV/A 1-999999 
N-phase CT sensitivity 
=Actual value *100 

W 2 UInt32 A 1-999999 Nominal current of N-
phase CT 

W 2 UInt32 - 1-99999999 

N-phase CT current 
transformation ratio 
=Actual transformation 
ratio *10000 

 

6.4.4 Voltage transformer parameter setting 

Instruction 
code Operation Size Type Unit 

Range 
(Decimal) 

Description 

1005 

W 2 UInt32 - 1-99999999 

Transformation ratio of 
phase ABC voltage 
transformer 
=Actual transformation 
ratio *10000 

W 2 UInt32 - 1-99999999 
Transformation ratio of N-
phase voltage transformer 
=Actual transformation 

http://www.rogowski.cn/
http://www.rogowski.cn


                                                                                     Mi550 Handheld-Netzqualitätsanalysator  

 60 

Instruction 
code Operation Size Type Unit 

Range 
(Decimal) 

Description 

ratio *10000 
 

6.4.5 Voltage swell and dip, interruption event threshold setting 

Instruction 
code Operation Size Type Unit 

Range 
(Decimal) 

Description 

1050 

W 1 UInt16 % 1050~1400 

Voltage swell threshold 
Nominal voltage as 
reference 
Magnify in 10 times 
Default value:1100 

W 1 UInt16 % 10~60 

Voltage swell hysteresis 
value 
Nominal voltage as 
reference 
Magnify in 10 times 
Default value:20 

W 1 UInt16 % 750~950 

Voltage dip threshold 
Nominal voltage as 
reference 
Magnify in 10 times 
Default value:90 

W 1 UInt16 % 10~60 

Voltage dip hysteresis 
value 
Nominal voltage as 
reference 
Magnify in 10 times 
Default value:20 

W 1 UInt16 % 10~100 

Voltage interruption 
threshold 
Nominal voltage as 
reference 
Magnify in 10 times 
Default value:50 

W 1 UInt16 % 10~60 

Voltage interruption 
hysteresis value 
Nominal voltage as 
reference 
Magnify in 10 times 
Default value:20 

 

6.4.6 Over frequency low frequency event threshold setting 

Instruction 
code Operation Size Type Unit 

Range 
(Decimal) 

Description 
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Instruction 
code Operation Size Type Unit 

Range 
(Decimal) 

Description 

1051 

W 1 UInt16 % 1001~1200 

Overfrequency threshold 
Nominal frequency as 
reference 
Magnify in 10 times 
Default value:1010 

W 1 UInt16 % 500~999 

Low frequency threshold 
Nominal frequency as 
reference 
Magnify in 10 times 
Default value:990 

 

6.4.7 Overvoltage and low voltage event threshold setting 

Instruction 
code Operation Size Type Unit 

Range 
(Decimal) 

Description 

1052 

W 1 UInt16 % 10100~2000
0 

Overvoltage threshold 
Nominal voltage as 
reference 
Magnify in 100 times 
Default value:11000 

W 1 UInt16 % 100~9900 

Low voltage threshold 
Nominal voltage as 
reference 
Magnify in 100 times 
Default value:9000 

 

6.4.8 Overcurrent low current event threshold setting 

Instruction 
code Operation Size Type Unit 

Range 
(Decimal) 

Description 

1053 

W 1 UInt16 % 10100~2000
0 

Overcurrent threshold 
Nominal current as 
reference 
Magnify in 100 times 
Default value:11000 

W 1 UInt16 % 100~9900 

Low current threshold 
Nominal current as 
reference 
Magnify in 100 times 
Default value:9000 

 

6.4.9 Unbalance degree event threshold setting 

Instruction 
code Operation Size Type Unit 

Range 
(Decimal) 

Description 
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Instruction 
code Operation Size Type Unit 

Range 
(Decimal) 

Description 

1054 

W 1 UInt16 % 1~9999 

Voltage unbalance degree 
threshold 
Magnify in 100 times 
Default value:400 

W 1 UInt16 % 1~9999 

Current unbalance degree 
threshold 
Magnify in 100 times 
Default value:1000 

 

6.4.10 Voltage harmonic event threshold setting 

Instruction 
code Operation Size Type Unit 

Range 
(Decimal) 

Description 

1055 

W 1 UInt16 % 1~9999 

Voltage total harmonic 
threshold 
Magnify in 100 times 
Default value:500 

W 1 UInt16 % 1~9999 

Voltage even harmonic 
threshold 
Magnify in 100 times 
Default value:500 

W 1 UInt16 % 1~9999 

Voltage odd harmonic 
threshold 
Magnify in 100 times 
Default value:500 

 

6.4.11 Current harmonic event threshold setting 

Instruction 
code Operation Size Type Unit 

Range 
(Decimal) 

Description 

1056 

W 1 UInt16 % 1~9999 

Current total harmonic 
threshold 
Magnify in 100 times 
Default value:500 

W 1 UInt16 % 1~9999 

Current even harmonic 
threshold 
Magnify in 100 times 
Default value:500 

W 1 UInt16 % 1~9999 

Current odd harmonic 
threshold 
Magnify in 100 times 
Default value:500 

 

6.4.12 Demand parameter setting 

Instruction 
code Operation Size Type Unit 

Range 
(Decimal) 

Description 
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Instruction 
code Operation Size Type Unit 

Range 
(Decimal) 

Description 

 1060 
W 1 UInt16 - 0,1 

Demand calculation method 
0= fixed 
1= sliding type 

W 1 UInt16 minut
e 1-60 Demand calculation interval 

 

6.4.13 Zero drift suppression setting 

Instruction 
code Operation Size Type Unit 

Range 
(Decimal) 

Description 

 1070 

W 1 UInt16 % 0~1000 

Voltage zero drift 
suppression of phase ABC 
Nominal voltage as 
reference 
Magnify in 100 times 
Default value:30 

W 1 UInt16 % 0~1000 

Voltage zero drift 
suppression of N-phase 
Nominal voltage as 
reference 
Magnify in 100 times 
Default value:30 

W 1 UInt16 % 0~1000 

Current zero drift 
suppression of phase ABC 
Nominal current as 
reference 
Magnify in 100 times 
Default value:50 

W 1 UInt16 % 0~1000 

Current zero drift 
suppression of N-phase 
Take nominal current as 
reference 
Magnify in 100 times 
Default value:50 

 

6.4.14 Harmonic calculation threshold setting 

Instruction 
code Operation Size Type Unit 

Range 
(Decimal) 

Description 

 1080 

W 1 UInt16 % 0~1000 

Voltage harmonic 
calculation threshold of 
phase ABC 
Nominal voltage as 
reference 
Magnify in 100 times 
Default value:300 

W 1 UInt16 % 0~1000 
Current harmonic 
calculation threshold of 
phase ABC 
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Instruction 
code Operation Size Type Unit 

Range 
(Decimal) 

Description 

Nominal current as 
reference 
Magnify in 100 times 
Default value:500 

 

6.4.15 CO2 emission factor setting 

Instruction 
code Operation Size Type Unit 

Range 
(Decimal) 

Description 

 1090 W 1 UInt32 
kgCO
2/MW
h 

0~999999 
CO2 emission factor 
Magnify in 100 times 
Default value:60000 

6.4.16 K-factor parameter setting 

Instructio
n code 

Oper
ation Size Type Unit 

Range 
(Decimal) 

Description 

 1091 

W 1 UInt16 - 0,1 
K-factor calculation method 
0=US(United States) 
1=EU (Europe) 

W 1 UInt16 - 0~20 

Parameter e of the EU 
calculation method 
Magnify in 100 times 
Default value: 10 

W 1 UInt16 - 100~200 

Parameter q of the EU 
calculation method 
Magnify in 100 times 
Default value: 170 

 

6.4.17 Analyzer time setting 

Instruction 
code Operation Size Type Unit 

Range 
(Decimal) 

Description 

1200 

W 1 UInt16 - 2000-2099 Year 

W 1 UInt16 - 1-12 Month 

W 1 UInt16 - 1-31 Date 

W 1 UInt16 - 0-23 Hour 

W 1 UInt16 - 0-59 Minute 

W 1 UInt16 - 0-59 Second 
 

6.4.18 Restore factory settings 

Instruction 
code Operation Size Type Unit 

Range 
(Decimal) 

Description 

 1300 W 1 UInt16 - 1 1:Restore factory settings 
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6.4.19 Energy reset 

Instruction 
code Operation Size Type Unit 

Range 
(decimal) 

Description 

 1301 W 1 UInt16 - 1 1:Energy reset 

 

6.4.20 Peak demand reset 

Instruction 
code Operation Size Type Unit 

Range 
(decimal) 

Description 

1302 W 1 UInt16 - 1 1:Peak demand reset 
 

6.4.21 LAN setting 
After parameter setting, the device needs to be restarted to take effect. 

Instruction 
code Operation Size Type Unit 

Range 
(decimal) 

Description 

2000 

W 1 UInt16 - 0-1 

DHCP 

0=Enable 

1=Disable 

Note: When DHCP is enabled, 
the analyzer automatically 
obtains IP, and the configured 
IP is invalid 

W 2 IPaddr - - 
IP Address 
default:192.168.1.55 

W 2 IPaddr - - 
Netmask 
default:255.255.255.0 

W 2 IPaddr - - 
Gateway 
defalut:192.168.1.1 

6.4.22 Modbus-TCP/IP setting 
After parameter setting, the device needs to be restarted to take effect. 

Instruction 
code Operation Size Type Unit 

Range 
(decimal) 

Description 

2001 

W 1 UInt16 - 0-1 

Status 

0=Enable 

1=Disable 

W 1 UInt16 - - 
Port 

default:502 

6.4.23 Date format setting 
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Instruction 
code Operation Size Type Unit 

Range 
(decimal) 

Description 

2010 W 1 UInt16 - 0-2 

Date format 

0= yyyy/mm/dd 

1= mm/dd/yyyy 

2= dd/mm/yyyy 

6.4.24 Screen setting 

Instruction 
code Operation Size Type Unit 

Range 
(decimal) 

Description 

2020 

W 1 UInt16 - 1-5 screen brightness 

W 1 UInt16 - 0-4 

Screen off 

0= Never 

1= 1 minute 

2= 5 minutes 

3= 10 minutes 

4= 30 minutes 

6.4.25 Key setting 

Instruction 
code Operation Size Type Unit 

Range 
(decimal) 

Description 

2021 

W 1 UInt16 - 0-1 

Key tone 

0=Enable 

1=Disable 

W 1 UInt16 - 0-5 

Key auto lock 

0= Never 

1= 1minute 

2= 2 minutes 

3= 3 minutes 

4= 4 minutes 

5= 5 minutes 

6.4.26 Display language setting 

Instruction 
code Operation Size Type Unit 

Range 
(decimal) 

Description 

2030 W 1 UInt16 - 0-6 

Display language 

0=Chinese (Simplified) 
1=English 
2=Chinese (Traditional) 
3=French 
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Instruction 
code Operation Size Type Unit 

Range 
(decimal) 

Description 

4=Russian 
5=Spanish 
6=Portuguese 

6.4.27 User information setting 

Instruction 
code Operation Size Type Unit 

Range 
(decimal) 

Description 

2040 

W 10 UTF8 - - 

user name 
Note: 20 ASCII characters, 
less than 20 are filled with 
blank characters (0x00) 
The settable characters are as 
follows: 

ABCDEFGHIJKLMNOPQRS
TUVWXYZabcdefghijklmnop
qrstuvwxyz0123456789-_ 

W 10 UTF8 - - 

Location 
Note: 20 ASCII characters, 
less than 20 are filled with 
blank characters (0x00) 
The settable characters are as 
follows: 

ABCDEFGHIJKLMNOPQRS
TUVWXYZabcdefghijklmnop
qrstuvwxyz0123456789-_ 

6.4.28 Phase sequence name setting 

Instruction 
code Operation Size Type Unit 

Range 
(decimal) 

Description 

2050 W 1 UInt16 - 0-1 
Phase sequence name 
0= L1,L2,L3 
1= A,B,C 

 

6.4.29 Phase sequence color setting 

Instruction 
code Operation Size Type Unit 

Range 
(decimal) 

Description 

2051 W 1 UInt16 - 0-3 

Standard selection 
0=Chinese standard 
1=American standard 
2=IEC standard 
3=Custom 
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Instruction 
code Operation Size Type Unit 

Range 
(decimal) 

Description 

W 1 UInt16 - 0-8 

Custom phase A color 
0=black 
1=red 
2=blue 
3=yellow 
4=gray 
5=orange 
6=brown 
7=green 
8=white 

W 1 UInt16 - 0-8 
Custom B phase color 
Color selection is the same as 
phase A 

W 1 UInt16 - 0-8 
Custom C-phase color 
Color selection is the same as 
phase A 

W 1 UInt16 - 0-8 
Custom N-phase color 
Color selection is the same as 
phase A 

W 1 UInt16 - 0-1 
Custom GND color 
0=green 
1=yellow-green 

 

6.4.30 Data logger Enable Configuration 

Instruction 
code Operation Size Type Unit 

Range 
(decimal) 

Description 

2060 W 1 UInt16 - 0-1 
Datalogger Enable  
0=Stop 
1=Start 

 

6.4.31 Data logger parameter configuration 

Instruction 
code Operation Size Type Unit 

Range 
(decimal) 

Description 

2061 
W 10 UTF8 - - 

Record name 
Note: 20 ASCII characters, 
less than 20 are filled with 
blank characters (0x00) 
The settable characters are as 
follows: 

ABCDEFGHIJKLMNOPQRS
TUVWXYZabcdefghijklmnop
qrstuvwxyz0123456789-_ 

W 1 UInt16 - 2000-2099 Record start time 
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Instruction 
code Operation Size Type Unit 

Range 
(decimal) 

Description 

year 

W 1 UInt16 - 1-12 
Record start time 
month 

W 1 UInt16 - 1-31 
Record start time 
day 

W 1 UInt16 - 0-23 
Record start time 
hour 

W 1 UInt16 - 0-59 
Record start time 
minute 

W 1 UInt16 - 0-59 
Record start time 
second 

W 1 UInt16 - 0-12 

Record duration 

0= 1 hour 

1= 2 hours 

2= 4 hours 

3= 8 hours 

4= 16 hours 

5= 24 hours 

6= 2 days 

7= 7 days 

8= 30 days 

9= 3 mouths 

10= 6 mouths 

11= 12 mouths 

12= Max time 

W 1 UInt16 Secon
d 5-9999 Record interval 

 

6.4.32 Waveform recorder enable configuration 

Instruction 
code Operation Size Type Unit 

Range 
(decimal) 

Description 

2070 W 1 UInt16 - 0-1 

Waveform recorder enable  

0= stop 

1= start 

 

6.4.33 Waveform recorder parameter configuration 
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Instruction 
code Operation Size Type Unit 

Range 
(decimal) 

Description 

2071 

W 10 UTF8 - - 

Record name 
Note: 20 ASCII characters, 
less than 20 are filled with 
blank characters (0x00) 
The settable characters are as 
follows: 

ABCDEFGHIJKLMNOPQRS
TUVWXYZabcdefghijklmnop
qrstuvwxyz0123456789-_ 

W 1 UInt16 - 2000-2099 
Record start time 
year 

W 1 UInt16 - 1-12 
Record start time 
month 

W 1 UInt16 - 1-31 
Record start time 
day 

W 1 UInt16 - 0-23 
Record start time 
hour 

W 1 UInt16 - 0-59 
Record start time 
minute 

W 1 UInt16 - 0-59 
Record start time 
second 

W 1 UInt16 kHz 0-3 

Sample rate 

0= 1kHz 

1= 2kHz 

2= 4kHz 

3= 8kHz 

W 1 UInt16 Secon
d - 

Duration 

Different sampling rates can be 
set for different durations 
1kHz: settable value 1-40 
2kHz: settable value 1-20 
4kHz: settable value 1-10 
8kHz: settable values 1-5 

 

6.4.34 Restart the analyzer 

Instruction 
code Operation Size Type Unit 

Range 
(decimal) 

Description 

6000 W 1 UInt16 - 6485 Restart analyzer command 
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6.5 Register list 
The register list has the following headings: 

Register alias Register 
address 

Operation 
read / write Size Type Unit Description 

 

 Register alias: Used to refer to the meaning of registers 

 Register address: The start address of Modbus communication register is in decimal format, and 
the address is the real address without offset. 

 Operation: Indicates the operation that the register can perform, R: readable; W: It can be written 
directly through 16 function code; WC: the current register needs to be configured indirectly by 
writing configuration data to the address starting from the instruction register 300. 

 Size: Indicates how many MODBUS registers are occupied. One MODBUS register is 16bit. 

 Type: For the type of data code, see the Data type table 

 Unit: Unit of register value 

 Description: Introduce the function of this register. 

6.6 Modbus Register list 

6.6.1 Configure instruction register 

Register 
alias 

Register 
start 
address 
(decimal) 

Operation Size Type Unit Description 

Instruction 
code 300 R/W 1 UInt16 -  

Instruction 
parameters0
01 

301 R/W 1 UInt16 -  

Instruction 
parameters0
02 

302 R/W 1 UInt16 -  

… … R/W 1 UInt16 -  

Instruction 
parameters1
23 

423 R/W 1 UInt16 -  

Configuratio
n instruction 
code  

424 R 1 UInt16 -  

Configuratio
n results  425 R 1 UInt16 - 

0 = valid operation 
80 = invalid instruction code 
81 = invalid instruction 
parameter 
82 = number of invalid 
instruction parameters 
83= operation not executed 
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6.6.2 Equipment parameters 

Register 
alias 

Register 
start 
address 
(decimal) 

Operation Size Type Unit Description 

Analyzer 
model 60 R 5 UTF8 -  

Serial No. 70 R 2 UInt32 -  

APP 
Version No. 72 R 1 UInt16 - Format: X.Y.Z 

IAP Version 
No. 73 R 1 UInt16 - Format: X.Y.Z 

Hardware 
version No. 74 R 1 UInt16 - Format:  ab.c :xy.z 

Date and 
time 75 R/WC 4 Date 

time  - 

Reg.75: Year 2000-2099  
Reg.76: Month (b15:b8), 
Day (b7:b0) 
Reg. 77: Hour 
(b15:b8) ,Minute (b7:b0) 
Reg. 78: Millisecond 

Date display 
format 79 R/WC 1 UInt16 - 

Date display format 
0= yyyy/mm/dd 
1= mm/dd/yyyy 
2= dd/mm/yyyy 

 

6.6.3 Power system 

Register 
alias 

Register 
start 
address 
(decimal) 

Operation Size Type Unit Description 

Wiring mode 500 R/WC 1 UInt16 - 

0=3P4W_4CT 
1=3P4W_3CT 
2=3P3W_3CT 
3=3P3W_2CT 
4=1P3W 
5=1P2W 

Grid 
frequency 501 R/WC 1  UInt16 Hz  

Nominal 
voltage 502 R/WC 2  UInt32 V  

Phase ABC current transformer 

Phase ABC 
current 
access 
mode 

504 R/WC 1  UInt16 - 
0 = Rogowski coil 
1 = CT 

Phase ABC 
Rogowski 
coil 
sensitivity 

505 R/WC 2 UInt32 mV/kA
@50Hz 

Actual value = read value 
/100 
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Register 
alias 

Register 
start 
address 
(decimal) 

Operation Size Type Unit Description 

Nominal 
current of 
phase ABC 
Rogowski 
coil 

507 R/WC 2 UInt32 A  

Current 
transformati
on ratio of 
phase ABC 
Rogowski 
coil 

509 R/WC 2 UInt32 - Actual value = read 
value/10000 

CT 
sensitivity of 
phase ABC 

511 R/WC 2 UInt32 mV/A Actual value = read 
value/100 

CT nominal 
current of 
phase ABC 

513 R/WC 2 UInt32 A  

CT current 
transformati
on ratio of 
phase ABC 

515 R/WC 2 UInt32 - Actual value = read 
value/10000 

N-phase current transformer 

N-phase 
current 
access 
mode 

517 R/WC 1  UInt16 - 
0 = Rogowski coil 
1 = CT 

N-phase 
Rogowski 
coil 
sensitivity 

518 R/WC 2 UInt32 mV/kA
@50Hz 

Actual value = read 
value/100 

Nominal 
current of N-
phase 
Rogowski 
coil 

520 R/WC 2 UInt32 A  

Current 
transformati
on ratio of N-
phase 
Rogowski 
coil 

522 R/WC 2 UInt32 - Actual value = read 
value/10000 

CT 
sensitivity of 
N-phase 

524 R/WC 2 UInt32 mV/A Actual value = read 
value/100 

CT nominal 
current of N-
phase  

526 R/WC 2 UInt32 A  

CT current 
transformati
on ratio of N-
phase 

528 R/WC 2 UInt32 - Actual value = read 
value/10000 

Voltage transformer 
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Register 
alias 

Register 
start 
address 
(decimal) 

Operation Size Type Unit Description 

Transformati
on ratio of 
phase ABC 
voltage 
transformer 

530 R/WC 2  UInt32 - Actual value = read 
value/10000 

Transformati
on ratio of N-
phase 
voltage 
transformer 

532 R/WC 2  UInt32 - Actual value = read 
value/10000 

 

6.6.4 Voltage, current, power, power factor 

Register 
alias 

Register 
start 
address 
(decimal) 

Operation Size Type Unit Description 

Current 

IA 1000 R 2  Float32 A Phase A current 

IB 1002 R 2  Float32 A Phase B current 

IC 1004 R 2  Float32 A Phase C current 

IN 1006 R 2  Float32 A Phase N current 

Current Avg 1008 R 2  Float32 A Average value of ABC 
three-phase current 

Phase voltage 

UA 1010 R 2  Float32 V UA-UN voltage 

UB 1012 R 2  Float32 V UB-UN voltage 

UC 1014 R 2  Float32 V UC-UN voltage 

UN-G 1016 R 2  Float32 V UN-GND voltage 

Phase 
Voltage Avg 1018 R 2  Float32 V Average value of ABC 

three-phase phase voltage 

Line voltage 

UAB 1020 R 2  Float32 V UA-UB voltage 

UBC 1022 R 2  Float32 V UB-UC voltage 

UCA 1024 R 2  Float32 V UC-UA voltage 

Line Voltage 
Avg 1026 R 2  Float32 V Average value of three-

phase line voltage 

Active power 

PA 1028 R 2  Float32 kW Phase A Active power 

PB 1030 R 2  Float32 kW Phase B Active power 

PC 1032 R 2  Float32 kW Phase C Active power 

PTotal 1034 R 2  Float32 kW Total Active power 

Reactive power 
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Register 
alias 

Register 
start 
address 
(decimal) 

Operation Size Type Unit Description 

QA 1036 R 2  Float32 kVAR Phase A Reactive power 

QB  1038 R 2  Float32 kVAR Phase B Reactive power 

QC  1040 R 2  Float32 kVAR Phase C Reactive power 

QTotal 1042 R 2  Float32 kVAR Total Reactive power 

Apparent power 

SA 1044 R 2  Float32 kVA Phase A Apparent power 

SB 1046 R 2  Float32 kVA Phase B Apparent power 

SC 1048 R 2  Float32 kVA Phase C Apparent power 

STotal 1050 R 2  Float32 kVA Total Apparent power 

Power factor 

PFA 1052 R 2 Float32 - Phase A Power factor 

PFB 1054 R 2 Float32 - Phase B Power factor 

PFC 1056 R 2 Float32 - Phase C Power factor 

PFTotal 1058 R 2 Float32 - Total Power factor 

Fundamental harmonic power factor 

DPFA 1060 R 2 Float32 - Phase A Fundamental 
harmonic power factor 

DPFB 1062 R 2 Float32 - Phase B Fundamental 
harmonic power factor 

DPFC 1064 R 2 Float32 - Phase C Fundamental 
harmonic power factor 

DPFTotal 1066 R 2 Float32 - Total Fundamental 
harmonic power factor 

Frequency 

FreqA 1068 R 2  Float32 Hz Phase A Frequency 

FreqB 1070 R 2  Float32 Hz Phase B Frequency 

FreqC 1072 R 2  Float32 Hz Phase C Frequency 

FreqTotal 1074 R 2  Float32 Hz Three phase 
comprehensive frequency 

 

6.6.5 Energy 
There are two types of energy, possive energy and reverse energy. 

When the total electric energy reaches 1.0 x 10^9 kwh, 1.0 x 10^9 kvarh, or 1.0 x 10^9 KVAh, the 
electric energy of each phase will be cleared automatically. 

Register 
alias 

Register 
start 
address 
(decimal) 

Operation Size Type Unit Description 

Active Energy 
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Register 
alias 

Register 
start 
address 
(decimal) 

Operation Size Type Unit Description 

EPAImp 2500 R 4  Int64  Wh Phase A Positive active 
energy 

EPBImp 2504 R 4 Int64  Wh Phase B Positive active 
energy 

EPCImp 2508 R 4 Int64  Wh Phase C Positive active 
energy 

EPImp 2512 R 4 Int64  Wh Total Positive active energy 

EPAExp 2516 R 4 Int64  Wh Phase A Reverse active 
energy 

EPBExp 2520 R 4 Int64  Wh Phase B Reverse active 
energy 

EPCExp 2524 R 4 Int64  Wh Phase C Reverse active 
energy 

EPExp 2528 R 4 Int64  Wh Total Reverse active energy 

Reactive energy 

EQAImp 2532 R 4  Int64  Wh Phase A Positive reactive 
energy 

EQBImp 2536 R 4 Int64  Wh Phase B Positive reactive 
energy 

EQCImp 2540 R 4 Int64  Wh Phase C Positive reactive 
energy 

EQImp 2544 R 4 Int64  Wh Total Positive reactive 
energy 

EQAExp 2548 R 4 Int64  Wh Phase A Reverse reactive 
energy 

EQBExp 2552 R 4 Int64  Wh Phase B Reverse reactive 
energy 

EQCExp 2556 R 4 Int64  Wh Phase C Reverse reactive 
energy 

EQExp 2560 R 4 Int64  Wh Total Reverse reactive 
energy 

Apparent Energy 

ESA 2564 R 4 Int64 VAh Phase A Apparent Energy 

ESB 2568 R 4 Int64 VAh Phase B Apparent Energy 

ESC 2572 R 4 Int64 VAh Phase C Apparent Energy 

ES 2576 R 4 Int64 VAh Total Apparent Energy 
 

6.6.6 Demand register 

Register 
alias 

Register 
start 
address 
(decimal) 

Operation Size Type Unit Description 

Basic parameters of demand 
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Register 
alias 

Register 
start 
address 
(decimal) 

Operation Size Type Unit Description 

DMDMethod 3000 R/WC 1 UInt16 - 

Demand calculation 
method: 
0= sliding type 
1= fixed 

DMD block 3001 R/RC 1  UInt16 Minut
e Demand interval 

PDMD 
Reset Time 3002 R 4  Date 

time  - Peak demand reset date 
and time 

Power demand 

PADemand 3020 R 2  Float32 kW Current active power 
demand of phase A 

PAPeakDem
and 3022 R 2  Float32 kW Peak demand of phase A 

active power 

PAPeakDem
andDate 3024 R 4  Date 

time  - 
Occurrence time of peak 
demand of phase A active 
power 

PBDemand 3028 R 2  Float32 kW Current active power 
demand of phase B 

PBPeakDem
and 3030 R 2  Float32 kW Peak demand of phase B 

active power 

PBPeakDem
andDate 3032 R 4  Date 

time  - 
Occurrence time of peak 
demand of phase B active 
power 

PCDemand 3036 R 2  Float32 kW Current active power 
demand of phase C 

PCPeakDem
and 3038 R 2  Float32 kW Peak demand of phase C 

active power 

PCPeakDem
andDate 3040 R 4  Date 

time  - 
Occurrence time of peak 
demand of phase C active 
power 

PSUMDema
nd 3044 R 2  Float32 kW Current total active power 

demand 

PSUMPeak
Demand 3046 R 2  Float32 kW Peak demand of total active 

power 

PSUMPeak
DemandDat
e 

3048 R 4  Date 
time  - 

Occurrence time of peak 
demand of total active 
power 

QADemand 3052 R 2  Float32 kVar Current reactive power 
demand of phase A 

QAPeakDe
mand 3054 R 2  Float32 kVar Peak demand of phase A 

reactive power 

QAPeakDe
mandDate 3056 R 4  Date 

time  - 
Occurrence time of peak 
demand of phase A reactive 
power 

QBDemand 3060 R 2  Float32 kVar Current reactive power 
demand of phase B 
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Register 
alias 

Register 
start 
address 
(decimal) 

Operation Size Type Unit Description 

QBPeakDe
mand 3062 R 2  Float32 kVar Peak demand of phase B 

reactive power 

QBPeakDe
mandDate 3064 R 4  Date 

time  - 
Occurrence time of peak 
demand of phase B reactive 
power 

QCDemand 3068 R 2  Float32 kVar Current reactive power 
demand of phase C 

QCPeakDe
mand 3070 R 2  Float32 kVar Peak demand of phase C 

reactive power 

QCPeakDe
mandDate 3072 R 4  Date 

time  - 
Occurrence time of peak 
demand of phase C reactive 
power 

QSUMDema
nd 3076 R 2  Float32 kVar Current total reactive power 

demand 

QSUMPeak
Demand 3078 R 2  Float32 kVar Peak demand of total 

reactive power 

QSUMPeak
DemandDat
e 

3080 R 4  Date 
time  - 

Occurrence time of peak 
demand of total reactive 
power 

SADemand 3084 R 2  Float32 kVa Current apparent power 
demand of phase A 

SAPeakDem
and 3086 R 2  Float32 kVa Peak demand of phase A 

apparent power 

SAPeakDem
andDate 3088 R 4  Date 

time  - 
Occurrence time of peak 
demand of phase A 
apparent power 

SBDemand 3092 R 2  Float32 kVa Current apparent power 
demand of phase B 

SBPeakDem
and 3094 R 2  Float32 kVa Peak demand of phase B 

apparent power 

SBPeakDem
andDate 3096 R 4  Date 

time  - 
Occurrence time of peak 
demand of phase B 
apparent power 

SCDemand 3100 R 2  Float32 kVa Current apparent power 
demand of phase C 

SCPeakDem
and 3102 R 2  Float32 kVa Peak demand of phase C 

apparent power 

SCPeakDem
andDate 3104 R 4  Date 

time  - 
Occurrence time of peak 
demand of phase C 
apparent power 

SSUMDema
nd 3108 R 2  Float32 kVa Current total apparent 

power demand 

SSUMPeak
Demand 3110 R 2  Float32 kVa Peak demand of total 

apparent power 

SSUMPeak
DemandDat
e 

3112 R 4  Date 
time  - 

Occurrence time of peak 
demand of total apparent 
power 

Current demand 
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Register 
alias 

Register 
start 
address 
(decimal) 

Operation Size Type Unit Description 

IADemand 3116 R 2  Float32 A Phase A current demand 

IAPeakDem
and 3118 R 2  Float32 A Peak demand of phase A 

current 

IAPeakDem
andDate 3120 R 4  Date 

time  - Occurrence time of peak 
demand of phase A current 

IBDemand 3124 R 2  Float32 A Phase B current demand 

IBPeakDem
and 3126 R 2  Float32 A Peak demand of phase B 

current 

IBPeakDem
andDate 3128 R 4  Date 

time  - Occurrence time of peak 
demand of phase B current 

ICDemand 3132 R 2  Float32 A Phase C current demand 

ICPeakDem
and 3134 R 2  Float32 A Peak demand of phase C 

current 

ICPeakDem
andDate 3136 R 4  Date 

time  - Occurrence time of peak 
demand of phase C current 

IAvgDemand 3140 R 2  Float32 A Three phase average 
current demand 

IAvgPeakDe
mand 3142 R 2  Float32 A Peak demand of three-

phase average current 

IAvgPeakDe
mand 
Date 

3144 R 4  Date 
time  - 

Occurrence time of peak 
demand of three-phase 
average current 

 

6.6.7 Voltage and current harmonic register 

Register 
alias 

Register 
start 
address 
(decimal) 

Operation Size Type Unit Description 

Current harmonic percentage 

IATHD 4000 R 2  Float32 % Phase A current total 
harmonic percentage 

IBTHD 4002 R 2  Float32 % Phase B current total 
harmonic percentage 

ICTHD 4004 R 2  Float32 % Phase C current total 
harmonic percentage 

IATOHD 4006 R 2  Float32 % Phase A current odd total 
harmonic percentage 

IBTOHD 4008 R 2  Float32 % Phaese B current odd total 
harmonic percentage 

ICTOHD 4010 R 2  Float32 % Phase C current odd total 
harmonic percentage 

IATEHD 4012 R 2  Float32 % Phase A current even total 
harmonic percentage 
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Register 
alias 

Register 
start 
address 
(decimal) 

Operation Size Type Unit Description 

IBTEHD 4014 R 2  Float32 % Phase B current even total 
harmonic percentage 

ICTEHD 4016 R 2  Float32 % Phsee C curremt even total 
harmonic percentage 

IAHD1 4018 R 2  Float32 % 1st harmonic percentage of 
phase A current 

IBHD1 4020 R 2  Float32 % 1st harmonic percentage of 
phase B current 

ICHD1 4022 R 2  Float32 % 1st harmonic percentage of 
phase C current 

… 4024-4311 … … … … 
The 2nd-49th harmonic 
percentage of ABC phase 
current 

IAHD50  4312 R 2  Float32 % 
The 50th harmonic 
percentage of phase A 
current 

IBHD50 4314 R 2  Float32 % 
The 50th harmonic 
percentage of phase B 
current 

ICHD50 4316 R 2  Float32 % 
The 50th harmonic 
percentage of phase C 
current 

Current harmonic value 

IAHDV1 4400 R 2  Float32 A Fundamental current value 
of phase A current 

IBHDV1 4402 R 2  Float32 A Fundamental current value 
of phase B current 

ICHDV1 4404 R 2  Float32 A Fundamental current value 
of phase C current 

… 4406-4693 … … … … 
The 2nd-49th harmonic 
current value of ABC phase 
current 

IAHDV50 4694 R 2  Float32 A The 50th harmonic current 
value of phase A current 

IBHDV50 4696 R 2  Float32 A The 50th harmonic current 
value of phase B current 

ICHDV50 4698 R 2  Float32 A The 50th harmonic current 
value of phase C current 

Voltage harmonic percentage 

UATHD 5000 R 2  Float32 % Phase A volage total 
harmonic percentage 

UBTHD 5002 R 2  Float32 % Phase B voltage total 
harmonic percentage 

UCTHD 5004 R 2  Float32 % Phase C voltage votal 
harmonic percentage 

UATOHD 5006 R 2  Float32 % Phase A voltage odd total 
harmonic percentage 
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Register 
alias 

Register 
start 
address 
(decimal) 

Operation Size Type Unit Description 

UBTOHD 5008 R 2  Float32 % Phase B voltage odd total 
harmonic percentage 

UCTOHD 5010 R 2  Float32 % Phase C voltage odd total 
harmonic percentage 

UATEHD 5012 R 2  Float32 % Phase A voltage even total 
harmonic percentage 

UBTEHD 5014 R 2  Float32 % Phase B voltage even total 
harmonic percentage 

UCTEHD 5016 R 2  Float32 % Phase C voltage even total 
harmonic percentage 

UAHD1 5018 R 2  Float32 % 
The 1st harmonic 
percentage of phase A 
voltage 

UBHD1 5020 R 2  Float32 % 
The 1st harmonic 
percentage of phase B 
voltage 

UCHD1 5022 R 2  Float32 % 
The 1st harmonic 
percentage of phase C 
voltage 

… 5024-5311 … … … … 
The 2nd-49th harmonic 
percentage of ABC phase 
voltage 

UAHD50  5312 R 2  Float32 % 
The 50th harmonic 
percentage of phase A 
voltage 

UBHD50 5314 R 2  Float32 % 
The 50th harmonic 
percentage of phase B 
voltage 

UCHD50 5316 R 2  Float32 % 
The 50th harmonic 
percentage of phase C 
voltage 

Voltage harmonic value 

UAHDV1 5400 R 2  Float32 V The 1st harmonic voltage 
value of phase A voltage 

UBHDV1 5402 R 2  Float32 V The 1st harmonic voltage 
value of phase B voltage 

UCHDV1 5404 R 2  Float32 V The 1st harmonic voltage 
value of phase C voltage 

… 5406-5693 … … … … 
The 2nd-49th harmonic 
voltage value of ABC phase 
voltage 

UAHDV50 5694 R 2  Float32 V The 50th harmonic voltage 
value of phase A voltage 

UBHDV50 5696 R 2  Float32 V The 50th harmonic voltage 
value of phase B voltage 

UCHDV50 5698 R 2  Float32 V The 50th harmonic voltage 
value of phase C voltage 
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6.6.8 Max./Min. 

Register 
alias 

Register 
start 
address 
(decimal) 

Operation Size Type Unit Description 

Current Max./Min. 

IA Max 6000 R 2  Float32 A Phase A current max. 

IB Max 6002 R 2  Float32 A Phase B current max. 

IC Max 6004 R 2  Float32 A Phase C current max. 

IAVG Max 6006 R 2  Float32 A Avg current max. 

IN Max 6008 R 2  Float32 A Phase N current max. 

IA Min  6010 R 2  Float32 A Phase A current min. 

IB Min 6012 R 2  Float32 A Phase B current min. 

IC Min 6014 R 2  Float32 A Phase C current min. 

IAVG Min 6016 R 2  Float32 A Avg current min. 

IN Min 6018 R 2  Float32 A Phase N current min. 

Voltage Max./Min. 

UA Max 6020 R 2  Float32 V Phase A voltage max. 

UB Max 6022 R 2  Float32 V Phase B voltage max. 

UC Max 6024 R 2  Float32 V Phase C voltage max. 

Phase 
UAVGMax 6026 R 2  Float32 V Avg voltage max. 

UN Max 6028 R 2  Float32 V Phase N voltage max. 

UA Min  6030 R 2  Float32 V Phase A voltage min. 

UB Min 6032 R 2  Float32 V Phase B voltage min. 

UC Min 6034 R 2  Float32 V Phase C voltage min. 

UAVGMin 6036 R 2  Float32 V Avg voltage min. 

UN Min 6038 R 2  Float32 V Phase N voltage min. 

UAB Max 6040 R 2  Float32 V UAB voltage max. 

UBC Max 6042 R 2  Float32 V UBC voltage max. 

UCA Max 6044 R 2  Float32 V UCA voltage max. 

LineUAVGM
ax 6046 R 2  Float32 V Avg voltage max. 

UAB Min  6050 R 2  Float32 V UAB voltage min. 

UBC Min 6052 R 2  Float32 V UBC voltage min. 

UCA Min 6054 R 2  Float32 V UCA voltage min. 

LineUAVGM
in 6056 R 2  Float32 V Avg voltage min. 

Active Power Max./Min. 

PA Max 6060 R 2  Float32 kW Phase A active power max. 

PB Max 6062 R 2  Float32 kW Phase B active power max. 

PC Max 6064 R 2  Float32 kW Phase C active power max. 
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Register 
alias 

Register 
start 
address 
(decimal) 

Operation Size Type Unit Description 

PSUMMax 6066 R 2  Float32 kW Total active power max. 

PA Min  6070 R 2  Float32 kW Phase A active power min. 

PB Min 6072 R 2  Float32 kW Phase B active power min. 

PC Min 6074 R 2  Float32 kW Phase C active power min. 

PSUMMin 6076 R 2  Float32 kW Total active power min. 

Reactive Power Max./Min. 

QA Max 6080 R 2  Float32 kVar Phase A reactive power max. 

QB Max 6082 R 2  Float32 kVar Phase B reactive power max. 

QC Max 6084 R 2  Float32 kVar Phase C reactive power max. 

QSUMMax 6086 R 2  Float32 kVar Total reactive power max. 

QA Min  6090 R 2  Float32 kVar Phase A reactive power min. 

QB Min 6092 R 2  Float32 kVar Phase B reactive power min. 

QC Min 6094 R 2  Float32 kVar Phase C reactive power min. 

QSUMMin 6096 R 2  Float32 kVar Total reactive power min. 

Apparent Power Max./Min. 

SA Max 6100 R 2  Float32 kVa Phase A apparent power max. 

SB Max 6102 R 2  Float32 kVa Phase B apparent power max. 

SC Max 6104 R 2  Float32 kVa Phase C apparent power max. 

SSUMMax 6106 R 2  Float32 kVa Total apparent power max. 

SA Min  6110 R 2  Float32 kVa Phase A apparent power min. 

SB Min 6112 R 2  Float32 kVa Phase B apparent power min. 

SC Min 6114 R 2  Float32 kVa Phase C apparent power min. 

SSUMMin 6116 R 2  Float32 kVa Total apparent power min. 

Power Factor Max./Min. 

PFA Max 6120 R 2  Float32 - Phase A active power max. 

PFB Max 6122 R 2  Float32 - Phase B active power max. 

PFC Max 6124 R 2  Float32 - Phase C active power max. 

PF Total Max 6126 R 2  Float32 - Total active power max. 

PFA Min  6130 R 2  Float32 - Phase A active power min. 

PFB Min 6132 R 2  Float32 - Phase B active power min. 

PFC Min 6134 R 2  Float32 - Phase C active power min. 

PF Total Min 6136 R 2  Float32 - Total active power min. 

Power Factor Max./Min. 

DPFA Max 6140 R 2  Float32 - Phase A active power max. 

DPFB Max 6142 R 2  Float32 - Phase B active power max. 

DPFC Max 6144 R 2  Float32 - Phase C active power max. 

DPF Total 
Max 6146 R 2  Float32 - Total active power max. 
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6.6.9 Unbalance degree 

Register 
alias 

Register 
start 
address 
(decimal) 

Operation Size Type Unit Description 

Voltage 
negative 
sequence 
unbalance 
degree 

7000 R 2  Float32 % Voltage negative sequence 
unbalance degree 

Voltage 
zero 
sequence 
unbalance 
degree 

7002 R 2  Float32 % Voltage zero sequence 
unbalance degree 

Current 
negative 
sequence 
unbalance 
degree 

7004 R 2  Float32 % Current negative sequence 
unbalance degree 

Current 
zero 
sequence 
unbalance 
degree 

7006 R 2  Float32 % Current zero sequence 
unbalance degree 

 

 

 

Register 
alias 

Register 
start 
address 
(decimal) 

Operation Size Type Unit Description 

DPFA Min  6150 R 2  Float32 - Phase A active power min. 

DPFB Min 6152 R 2  Float32 - Phase B active power min. 

DPFC Min 6154 R 2  Float32 - Phase C active power min. 

DPF Total 
Min 6156 R 2  Float32 - Total active power min. 

Frequency Max./Min. 

FA Max 6160 R 2  Float32 Hz Phase A active power max. 

FB Max 6162 R 2  Float32 Hz Phase B active power max. 

FC Max 6164 R 2  Float32 Hz Phase C active power max. 

F Total Max 6166 R 2  Float32 Hz Total active power max. 

FA Min  6170 R 2  Float32 Hz Phase A active power min. 

FB Min 6172 R 2  Float32 Hz Phase B active power min. 

FC Min 6174 R 2  Float32 Hz Phase C active power min. 

F Total Min 6176 R 2  Float32 Hz Total active power min. 
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6.6.10 Current K-factor and crest factor register 

Register 
alias 

Register 
start 
address 
(decimal) 

Operation Size Type Unit Description 

Current K factor parameters 

K-factor 
calculation 
method 

7990 R/WC 1 UInt16 - 
K-factor calculation method 
0=US(United States) 
1=EU (Europe) 

Parameter 
e of the EU 
calculation 
method 
 

7991 R/WC 1 UInt16 - 

Parameter e of the EU 
calculation method 
Actual value = read value / 
100 

Parameter 
q of the EU 
calculation 
method 

7992 R/WC 1 UInt16 - 

Parameter q of the EU 
calculation method 
Actual value = read value / 
100 

Current K factor 

KFIA 8000 R 2  Float32 - Current K factor of phase A 

KFIB 8002 R 2  Float32 - Current K factor of phase B 

KFIC 8004 R 2  Float32 - Current K factor of phase C 

Current crest factor 

CFIA 8010 R 2  Float32 - Current crest factor of 
phase A 

CFIB 8012 R 2  Float32 - Current crest factor of 
phase B 

CFIC 8014 R 2  Float32 - Current crest factor of 
phase C  

Voltage crest factor 

CFUA 8020 R 2  Float32 - Voltage crest factor of 
phase A 

CFUB 8022 R 2  Float32 - Voltage crest factor of 
phase B 

CFUC 8024 R 2  Float32 - Voltage crest factor of 
phase C 

 

6.6.11 Voltage and current angle register 

Register 
alias 

Register 
start 
address 
(decimal) 

Operation Size Type Unit Description 

Angle between voltages: 

UAB 8100 R 2  Float32 ° Angle between phase A and 
phase B voltage 

UBC 8102 R 2  Float32 ° Angle between phase B and 
phase C voltage 
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Register 
alias 

Register 
start 
address 
(decimal) 

Operation Size Type Unit Description 

UCA 8104 R 2  Float32 ° Angle between phase C and 
phase A voltage 

Angle between currents: 

IAB 8106 R 2  Float32 ° Angle between phase A and 
phase B current 

IBC 8108 R 2  Float32 ° Angle between phase B and 
phase C current 

ICA 8110 R 2  Float32 ° Angle between phase C and 
phase A current 

Angle between voltage and current: 

UIA 8112 R 2  Float32 ° Angle between voltage and 
current of phase A 

UIB 8114 R 2  Float32 ° Angle between voltage and 
current of phase B 

UIC 8116 R 2  Float32 ° Angle between voltage and 
current of phase C 

6.6.12 Event parameters 

Register 
alias 

Register 
start 
address 
(decimal) 

Oper
ation 

Siz
e Type Unit Description 

Swell,Dip,Interrupt event threshold 

Voltage 
swell 
threshold 

9000 R/WC 1 UInt16 % 
Nominal voltage as reference 
Magnify in 10 times  
Default value: 1100 

Voltage 
swell 
hysteresis 

9001 R/WC 1 UInt16 % 
Nominal voltage as reference 
Magnify in 10 times  
Default value: 20 

Voltage dip 

threshold 
9002 R/WC 1 UInt16 % 

Nominal voltage as reference 
Magnify in 10 times  
Default value:90 

Voltage dip 
hysteresis 9003 R/WC 1 UInt16 % 

Nominal voltage as reference 
Magnify in 10 times  
Default value: 20 

Voltage 
interrupt 
threshold 

9004 R/WC 1 UInt16 % 
Nominal voltage as reference 
Magnify in 10 times  
Default value: 50 

Voltage 
interrupt 
hysteresis 

9005 R/WC 1 UInt16 % 
Nominal voltage as reference 
Magnify in 10 times  
Default value: 20 

Frequency over and under event threshold 
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Register 
alias 

Register 
start 
address 
(decimal) 

Oper
ation 

Siz
e Type Unit Description 

Over 
frequency 
threshold 

9006 R/WC 1 UInt16 % 
Nominal frequency as reference 
Magnify in 10 times  
Default value: 1010 

Under 
frequency 
threshold 

9007 R/WC 1 UInt16 % 
Nominal frequency as reference 
Magnify in 10 times  
Default value: 990 

Voltage over and under event threshold 

Over voltage 
threshold 9008 R/WC 1 UInt16 % 

Nominal voltage as reference 
Magnify in 100 times  
Default value: 11000 

Under 
voltage 
threshold 

9009 R/WC 1 UInt16 % 
Nominal voltage as reference 
Magnify in 100 times  
Default value: 9000 

Current over and under event threshold 

Over current 
threshold 9010 R/WC 1 UInt16 % 

Nominal current as reference 
Magnify in 100 times  
Default value: 11000 

Under 
current 
threshold 

9011 R/WC 1 UInt16 % 
Nominal current as reference 
Magnify in 100 times  
Default value: 9000 

Unbalance event threshold 

Voltage 
unbalance 
threshold 

9012 R/WC 1 UInt16 % 
Magnify in 100 times  
Default value: 400 

Current 
unbalance 
threshold 

9013 R/WC 1 UInt16 % 
Magnify in 100 times  
Default value: 1000 

Voltage harmonic event threshold 

Voltage 
THD 
threshold 

9014 R/WC 1 UInt16 % 
Magnify in 100 times  
Default value: 500 

Voltage even 
haemonic 
distortion 
threshold 

9015 R/WC 1 UInt16 % 
Magnify in 100 times  
Default value: 500 

Voltage odd 
haemonic 
distortion 
threshold 

9016 R/WC 1 UInt16 % 
Magnify in 100 times  
Default value: 500 

Current harmonic event threshold 

Current THD 9017 R/WC 1 UInt16 % Magnify in 100 times  
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Register 
alias 

Register 
start 
address 
(decimal) 

Oper
ation 

Siz
e Type Unit Description 

threshold Default value: 500 

Current even 
haemonic 
distortion 
threshold 

9018 R/WC 1 UInt16 % 
Magnify in 100 times  
Default value: 500 

Current odd 
haemonic 
distortion 
threshold 

9019 R/WC 1 UInt16 % 
Magnify in 100 times  
Default value: 500 

 

6.6.13 Communication parameters 

Register 
alias 

Register 
start 
address 
(decimal) 

Operation Size Type Unit Description 

LAN 

DHCP status 10000 R/WC 1 UInt16 - 

DHCP 
0=Enable 

1=Disable 

Default:Disable 

IP Address 10001 R/WC 2  IPaddr - 
IP Address 
default:192.168.1.55 

Netmask 10003 R/WC 2  IPaddr - 
Netmask  
default:255.255.255.0 

Gateway 10005 R/WC 2  IPaddr - 
Gateway 
default:192.168.1.1 

Modbus-TCP 

Status 10010 R/WC 1 UInt16 - 

Status 

0=Enable 

1=Disable 

Port 10011 R/WC 1 UInt16 - 
Port  
default:502 

6.6.14 Screen display parameters 

Register 
alias 

Register 
start 
address 
(decimal) 

Operation Size Type Unit Description 

Screen 
display 
brightness 

10020 R/WC 1 UInt16 - Screen display brightness 
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Register 
alias 

Register 
start 
address 
(decimal) 

Operation Size Type Unit Description 

Screen off 10021 R/WC 1 UInt16 - 

Screen off 

0= Never 

1= 1 minute 

2= 5 minutes 

3= 10 minutes 

4= 30 minutes 

 

6.6.15 Key parameters 

Register 
alias 

Register 
start 
address 
(decimal) 

Operation Size Type Unit Description 

Key tone 10030 R/WC 1 UInt16 - 

Key tone 

0=Enable 

1=Disable 

Key auto 
lock 10031 R/WC 1 UInt16 - 

Key auto lock 

0= Never 

1= 1minute 

2= 2 minutes 

3= 3 minutes 

4= 4 minutes 

5= 5 minutes 

 

6.6.16 Display language parameters 

Register 
alias 

Register 
start 
address 
(decimal) 

Operation Size Type Unit Description 

Display 
language 10040 R/WC 1 UInt16 - 

Display language 

0=Chinese (Simplified) 
1=English 
2=Chinese (Traditional) 
3=French 
4=Russian 
5=Spanish 
6=Portuguese 
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6.6.17 User information 

Register 
alias 

Register 
start 
address 
(decimal) 

Operation Size Type Unit Description 

user name 10050 R/WC 10 UTF8 - 

user name 
Note: 20 ASCII characters, 
less than 20 are filled with 
blank characters (0x00) 
The settable characters are as 
follows: 

ABCDEFGHIJKLMNOPQRS
TUVWXYZabcdefghijklmnop
qrstuvwxyz0123456789-_ 

Location 10060 R/WC 10 UTF8 - 

Location 
Note: 20 ASCII characters, 
less than 20 are filled with 
blank characters (0x00) 
The settable characters are as 
follows: 

ABCDEFGHIJKLMNOPQRS
TUVWXYZabcdefghijklmnop
qrstuvwxyz0123456789-_ 

 

6.6.18 Phase sequence display parameters 

Register 
alias 

Register 
start 
address 
(decimal) 

Operation Size Type Unit Description 

Phase sequence name 

Phase 
sequence 
name 
 

10080 R/WC 1 UInt16 - 
Phase sequence name 
0= L1,L2,L3 
1= A,B,C 

Phase sequence color 

Standard 
selection 10081 R/WC 1 UInt16 - 

Standard selection 
0=Chinese standard 
1=American standard 
2=IEC standard 
3=Custom 

Phase A 
color 10082 R/WC 1 UInt16 - 

Phase A color 
0=black 
1=red 
2=blue 
3=yellow 
4=gray 
5=orange 
6=brown 
7=green 
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Register 
alias 

Register 
start 
address 
(decimal) 

Operation Size Type Unit Description 

8=white 

Phase B 
color 10083 R/WC 1 UInt16 - 

Phase B color 
Color selection is the same as 
phase A 

Phase C 
color 10084 R/WC 1 UInt16 - 

Phase C color 
Color selection is the same as 
phase A 

Phase N 
color 10085 R/WC 1 UInt16 - 

Phase N color 
Color selection is the same as 
phase A 

GND color 10086 R/WC 1 UInt16 - 

GND color 
0=green 
1=yellow-green 

 

 

6.6.19 Data logger parameters 

Register 
alias 

Register 
start 
address 
(decimal) 

Operation Size Type Unit Description 

Status 10100 R/WC 1 UInt16 - 

Status  

0=Stop 
1=Recording 

Record name 10101 R/WC 10 UTF8 - 

Record name 
Note: 20 ASCII characters, 
less than 20 are filled with 
blank characters (0x00) 
The settable characters are as 
follows: 

ABCDEFGHIJKLMNOPQRS
TUVWXYZabcdefghijklmnop
qrstuvwxyz0123456789-_ 

Record start 
time 

10111 R/WC 4 Date 
time  - 

Record start time 
Reg.75: Year 2000-2099  
Reg.76: Month (b15:b8), Day 
(b7:b0) 
Reg.77: Hour (b15:b8) ,Minute 
(b7:b0) 
Reg.78: Milisecond 

Record 
duration 10115 R/WC 1 UInt16 - 

Record duration 

0= 1 hour 

1= 2 hours 
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Register 
alias 

Register 
start 
address 
(decimal) 

Operation Size Type Unit Description 

2= 4 hours 

3= 8 hours 

4= 16 hours 

5= 24 hours 

6= 2 days 

7= 7 days 

8= 30 days 

9= 3 mouths 

10= 6 mouths 

11= 12 mouths 

12= Max time 

Record 
interval 10116 R/WC 1 UInt16 s Record interval 

 

6.6.20 Waveform recorder parameters 

Register 
alias 

Register 
start 
address 
(decimal) 

Operation Size Type Unit Description 

Status 10120 R/WC 1 UInt16 - 

Status  

0=Stop 
1=Recording 

Record name 10121 R/WC 10 UTF8 - 

Record name 
Note: 20 ASCII characters, 
less than 20 are filled with 
blank characters (0x00) 
The settable characters are as 
follows: 

ABCDEFGHIJKLMNOPQRS
TUVWXYZabcdefghijklmnop
qrstuvwxyz0123456789-_ 

Record start 
time 

10131 R/WC 4 Date 
time  - 

Record start time 
Reg.75: Year 2000-2099  
Reg.76: Month (b15:b8), Day 
(b7:b0) 
Reg.77: Hour (b15:b8) ,Minute 
(b7:b0) 
Reg.78: Milisecond 

Sample rate 10135 R/WC 1 UInt16 - 
Sample rate 

0= 1kHz 
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Register 
alias 

Register 
start 
address 
(decimal) 

Operation Size Type Unit Description 

1= 2kHz 

2= 4kHz 

3= 8kHz 

Duration 10136 R/WC 1 UInt16 s 

Duration 

Different sampling rates can be 
set for different durations 
1kHz: settable value 1-40 
2kHz: settable value 1-20 
4kHz: settable value 1-10 
8kHz: settable values 1-5 
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7 Operation interface topology 
7.1 Setup  
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7.2 Measure 
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7.3 Record 
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